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FRST FLOOR

DEMOLITION FLOOR PLAN

10 | 1810 | s 3/16=1-0"
DEMOLITION SYMBOL LEGEND
,’# EXISTING WALL TO BE DEMOLISHED
[ —— EXISTING WALL TO REMAIN
2 | 3

DEMOLITION NOTES LEGEND

DEMOLITION NOTES ARE GENERAL FOR WORK TO BE DONE.
SEE DEMOLITION PLAN FOR SPECIFIC WORK AREAS.

REMOVE AND DISCARD EXISTING WINDOW.
WINDOW TO BE REPLACED IN KIND USING
MAHOGANY WOOD AND SIMILAR STAINLESS
STEEL HARDWARE.

REMOVE AND DISCARD EXISTING LIGHT FIXTURES
ON EXISTING CEILING AND WALLS, DISPOSE AS
PER THE DIRECTION OF THE OWNER. (NOT
APPLICABLE FOR CHANDELIERS) CHANDELIERS
SHALL BE CLEANED AND RESTORED.

&

REMOVE AND DISCARD ALL EXISTING REST ROOM
PLUMBING FIXTURES AND CABINETRY. ALL
WATER AND WASTE WATER LINES SHALL BE
CAPPED FOR FUTURE USE.

REMOVE AND DISCARD EXISTING DOOR, DOOR
FRAME AND HARDWARE. EXISTING TRANSOM TO
BE CLEANED PATCHED AND SANDED WHERE
APPLICABLE.

© O O

REMOVE EXISTING LOOSE PAINT FROM WALL AND
PREPARE SURFACE TO RECEVE A NEW COAT OF
PAINT AND PRIMER.

4 |

o REMOVE ALL AND DISCARD EXISTING FLOOR
TILES AND PREPARE SURFACE TO RECEIVE NEW
TILE.

EXISTING CARPET TO BE REMOVED AND
DISCARDED. PREPARE FLOOR TO RECEIVE NEW
FLOORING.

EXISTING SHEATHING ON FURRING STRIPS AND
STUDS ON INTERIOR WALLS SHALL BE REMOVED
AND DISCARDED UP TO TOP OF EXISTING CHAIR
RAIL. FURRING STRIPS, STUD FRAMING AND
AREA BEHIND SHALL BE CLEANED AND SANITIZED
UP TO EXISTING CHAIR RAIL. REPLACE WITH NEW
SHEATHING , BASEBOARDS AND CHAIR RAILS.

EXISTING SHEATHING ON FURRING STRIPS AND
STUDS ON INTERIOR WALLS SHALL BE REMOVED
AND DISCARDED. FURRING STRIPS, STUD
FRAMING AND AREA BEHIND SHALL BE CLEANED
AND SANITIZED UP TO CEILING FROM FINISH
FLOOR. REPLACE WITH NEW SHEATHING, CHAIR
RAILS, BASEBOARDS AND CROWN MOLDING.

@ REMOVE AND DISCARD EXISTING VCT FLOOR
TILES AND ADHESIVE AS.

EXISTING FIXTURES AND CASEWORK TO BE
REMOVED AND DISCARDED.

5 |

REMOVE AND DISCARD EXISTING CEILING
SYSTEM. CLEAN AND SANITIZE ALL SURFACES
BEHIND CEILING TO RECEIVE NEW SHEATHING
AND CEILING MOLDINGS.

g
&

&

(AC CONTRACTOR) TO REMOVE AND DISCARD ALL
AIR CONDITIONING PIPING, INSULATION, AND
EQUIPMENT AS REQUIRED TO ACCOMMODATE
FOR NEW VARIABLE REFRIGERANT FLOW HVAC
SYSTEM (UPGRADE).

REMOVE AND DISCARD ALL EXPOSED UNUSED
CABLE, SECURITY, AND TELEPHONE LINES.
MAINTAIN EXISTING SYSTEMS IN USE.

CLEAN, PATCH, SAND AND PREPARE EXISTING
BASE BOARDS, CHAIR RAILS, AND CROWN
MOLDINGS TO RECEIVE NEW PRIMER AND PAINT.

CLEAN, PATCH, SAND AND PREPARE EXISTING
RAILING AND POST ASSEMBLY TO RECENVE NEW
PRIMER AND PAINT.

EXISTING WOOD SHUTTERS TO BE REMOVED
DISCARDED AND REPLACED IN KIND. NEW
HARDWARE SHALL BE STAINLESS STEEL.

EXISTING WOOD SHUTTER TO BE CLEANED,
PATCHED AND SANDED TO RECEIVE NEW PAINT
AND NEW STAINLESS STEEL HARDWARE.

® REMOVE PORTION OF EXISTING SITE STAIR DOWN
TO STREET LEVEL TO ACCOMMODATE FOR THE NEW
INSTALLATION OF A NEW HANDICAP CHAIR LIFT.

REMOVE EXISTING ELEVATOR AND ALL OF ITS
COMPONENTS TO MAKE EXISTING STAIR CASE
WHOLE TO A CONDITION PRIOR TO THE
INSTALLATION OF THE ELEVATOR.

6 |

EXISTING POOL EQUIPMENT TO BE REMOVED.
ALL WATER SUPPLY LINES TO BE CAPPED

EXISTING SECOND FLOOR VARIABLE REFRIGERATION
FLOW HVAC SYSTEM SHALL BE REMOVED,
RELOCATED, AND INSTALLED BY AC CONTRACTOR
TO SECOND FLOOR UPPER COURT YARD.

EXISTING WINDOW TO BE CLEANED, PATCHED,
SANDED, AND REPAIRED. ALL HARDWARE TO
BE REPLACED WITH STAINLESS STEEL
HARDWARE.

EXISTING RAILINGS AND COLUMN ASSEMBLY
TO HAVE RUST NEUTRALIZED, REMOVED, AND
PAINTED WITH A RUST INHIBITING PAINT.
PORTIONS OF RAILINGS THAT HAVE ROT
SHALL BE REPLACED IN KIND TO MATCH
EXISTING MATERIAL AND PATTERN.

REMOVE AND DISCARD ALL EXISTING WALL
TILES .

REMOVE EXISTING WALL AND EXCAVATE EARTH TO BE
REMOVED TO ACCOMMODATE FOR NEW ELEVATOR .

REMOVE AND DISCARD EXISTING CONCRETE
STAIRS IN ITS ENTIRETY.

EXISTING SECURITY CABINET TO BE REMOVED
AND REPLACED IN KIND.

B

&
&

&
&

REMOVE PORTION OF EXISTING RAILING TO
CREATE NEW GATE HANDICAP LIFT.

EXISTING A.C. SPLIT SYSTEM TO BE REMOVED
AND REPLACED WITH VARIABLE
REFRIGERATION FLOW HVAC SYSTEM FOR
FIRST FLOOR.

EXCAVATE SHADED AREA BEHIND EXISTING
MASS MASONRY WALL TO INSTALL DRAINAGE
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INFILL AREA WITH CONCRETE C 3 CENTER NEWWNDOWASSEMBLY IN EXISTING OPENING
6" THICK REINFORCED WITH INSTALL NEW TOP RAIL TO 4 INSTALL NEW FLOOR FINISHES THROUGHOUT
WIRE FABRIC 3-6" HEIGHT
5 RE-SHEATH ALL EXISTING WALLS AND CEILINGS IDENTIFIED FOR
FIRST FLOOR DEMOLITION WTH 5/8" WATER AND MOLD RESISTANT GYPSUM WALLBOARD
1 'DENIFICATION FLOOH P N 6. CLEAN AND SANITIZE ALL WALLS AND WALL COMPONENTS FROM MOLD
| A PRIOR TO INSTALLATION OF NEW SHEATHING AND PAINT
1AL I ALY | SCALE: 3/16°=1"-0" 7 ALL NEWBASEBOARDS, CHAIR RAILS AND CROWN MOLDINGS TO MATCH
EXISTING PROFILES AND DESIGN
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DEMOLITION NOTES LEGEND

DEMOLITION NOTES ARE GENERAL FOR WORK 70 B NE.
SEE DEMOLITION PLAN FOR SPECIFIC WORK AREAS.

<> REMOVE AND DISCARD EXISTING WINDOW.

WINDOW TO BE REPLACED IN KIND USING
MAHOGANY WOOD AND SIMILAR STAINLESS
STEEL HARDWARE.

REMOVE AND DISCARD EXISTING LIGHT FIXTURES
ON EXISTING CEILING AND WALLS. DISPOSE AS
PER THE DIRECTION OF THE OWNER. (NOT
APPLICABLE FOR CHANDELIERS) CHANDELIERS
SHALL BE CLEANED AND RESTORED.

REMOVE AND DISCARD ALL EXISTING REST ROOM
PLUMBING FIXTURES AND CABINETRY. ALL
WATER AND WASTE WATER LINES SHALL BE
CAPPED FOR FUTURE USE.

REMOVE AND DISCARD EXISTING DOOR. DOOR
FRAME AND HARDWARE. EXISTING TRANSOM TO
BE CLEANED PATCHED AND SANDED WHERE
APPLICABLE.

REMOVE EXISTING LOOSE PAINT FROM WALL AND
PREPARE SURFACE TO RECEIVE A NEW COAT OF
PAINT AND PRIMER.

REMOVE ALL AND DISCARD EXISTING FLOOR
TILES AND PREPARE SURFACE TO RECEIVE NEW
TILE.

EXISTING CARPET TO BE REMOVED AND
DISCARDED. PREPARE FLOOR TO RECEIVE NEW
FLOORING.

SO O O @

SECOND FLOOR
DEMOLITION FLOOR PLAN

W0 [ M0

SCALE: 3/16"=1"-0"

SHEATHING , BASEBOARDS AND CHAIR RAILS.

EXISTING SHEATHING ON FURRING STRIPS AND
STUDS ON INTERIOR WALLS SHALL BE REMOVED
AND DISCARDED. FURRING STRIPS, STUD
FRAMING AND AREA BEHIND SHALL BE CLEANED
AND SANITIZED UP TO CEILING FROM FINISH
FLOOR. REPLACE WAITH NEW SHEATHING. CHAIR
RAILS, BASEBOARDS AND CROWN MOLDING.

REMOVE AND DISCARD EXISTING VCT FLOOR
TILES AND ADHESIVE AS,

EXISTING FIXTURES AND CASEWORK TO BE
REMOVED AND DISCARDED.

REMOVE AND DISCARD EXISTING CEILING
SYSTEM. CLEAN AND SANITIZE ALL SURFACES
BEHIND CEILING TO RECEIVE NEW SHEATHING
AND CEILING MOLDINGS.

(AC CONTRACTOR) TO REMOVE AND DISCARD ALL
AIR CONDITIONING PIPING, INSULATION, AND
EQUIPMENT AS REQUIRED TO ACCOMMODATE
FOR NEW VARIABLE REFRIGERANT FLOW HVAC
SYSTEM (UPGRADE).

O ©Od

@ REMOVE AND DISCARD ALL EXPOSED UNUSED
CABLE, SECURITY, AND TELEPHONE LINES.
MAINTAIN EXISTING SYSTEMS IN USE.

CLEAN, PATCH, SAND AND PREPARE EXISTING
BASE BOARDS, CHAIR RAILS, AND CROWN
MOLDINGS TO RECEIVE NEW PRIMER AND PAINT.

’ CLEAN, PATCH, SAND AND PREPARE EXISTING
RAILING AND POST ASSEMBLY TO RECEIVE NEW
PRIMER AND PAINT.

EXISTING WOOD SHUTTERS TO BE REMOVED
DISCARDED AND REPLACED IN KIND. NEW
HARDWARE SHALL BE STAINLESS STEEL.

(18> EXISTING WOOD SHUTTER TO BE CLEANED.
PATCHED AND SANDED TO RECEIVE NEW PAINT
AND NEW STAINLESS STEEL HARDWARE.

(15> REMOVE AND DISCARD ALL EXISTING WOOD
FLOORING. CLEAN AND PREPARE FLOOR
SURFACE TO RECEIVE NEW WOOD FLOORING.

DEMOLITION SYMBOL LEGEND

 rsased

| s— |

EXISTING WALL TO BE DEMOLISHED
EXISTING WALL TO REMAIN

@ REMOVE AND DISCARD ALL EXISTING WALL TILES
PREP WALL TO RECEIVE NEW PAINT OR NEW TILE
SURFACE,

@ CONTRACTOR SHALL REPOSITION AIR CONDITION

DUCT, PIPES, COMMUNICATION CABLES, AND
OBSTRUCTIONS TO ACCOMMODATE FOR 80"
DOOR

@ REMOVE AND DISCARD EXISTING STAIRS
@ REMOVE AND DISCARD EXISTING PUMP AND AIR
TANK

REMOVE AND DISCARD EXISTING SUSPENDED
CEILING IN ITS ENTIRETY.

<zs> REMOVE EXISTING SKYLIGHT.
EXCAVATE AND REMOVE BRICK PAVING TERRACE.
@ REMOVE EXISTING WOOD DECKING.

. EXCAVATE SHADED AREA BEHIND EXISTING MASS
MASONRY WALL TO INSTALL DRAINAGE

REMOVE EXISTING ELEVATOR

@ REMOVE AND EXCAVATE PORTION OF EXISTING
PLANTER TO CREATE NEW STAIR.

REMOVE BRICK RAILINGS AND FACING FROM
STAIRWAY.

@ REMOVE EXISTING TREE STUMP

EXISTING RAILINGS AND COLUMN ASSEMBLY TO
HAVE RUST NEUTRALIZED, REMOVED, AND
PAINTED WITH A RUST INHIBITING PAINT.
PORTIONS OF RAILINGS THAT HAVE ROT SHALL
BE REPLACED IN KIND TO MATCH EXISTING
MATERIAL AND PATTERN.

EXISTING WINDOW TO BE CLEANED, PATCHED,
SANDED, AND REPAIRED. ALL HARDWARE TO
BE REPLACED WITH STAINLESS STEEL

EXISTING DOOR TO BE CLEANED, PATCHED,
SANDED AND REPAIRED. ALL HARDWARE TO BE
REPLACED WITH STAINLESS STEEL HARDWARE

CONTRACTOR TO CLEAN, PATCH, AND PAINT
EXISTING JALOUSIES AND PROVIDE A NEW
WINDOW SIMILAR TO WINDOWS IN THE DINNING
ROOM AREA.

@ REMOVE EXISTING BRICK PAVING DOWN TO
CONCRETE ROOF.
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EXISTING WOOD FLOOR

TO BE REPLACED IN ITS
ENTIRETY SEE DETAIL 6
SHEET A5.0

AINEW PAINTED
HARDWOOD DECK]

PORCH

A(NEW PAINTED

HARDWOOD DECK7

)

SECOND FLOOR
1 IDENTIFICATION FLOOR PLAN

NEW IMPACT RESISTANT
SKYLIGHT

SCALE: 3/16"=1"-0"

211 [ At

INSTALL NEW TOP
RAIL TO 36" HEIGHT

GENERAL NOTES

1. SEE SHEET A4.0 FOR DOOR, WINDOW AND ROOM FiNISH SCHEDULES.
2. SEE SHEET AS.0 FOR WALL DETAILS

3. CENTER NEWWINDOW ASSEMBLY IN EXISTING OPENING

4. INSTALL NEW FLOOR FINISHES THROUGHOUT.

5. RE-SHEATH ALL EXISTING WALLS AND CEILINGS IDENTIFIED FOR
DEMOLITION VATH 5/8" WATER AND MOLD RESISTANT GYPSUM WALLBOARD
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CEILING PENETRATION LEGEND
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|Z| KITCHEN EXHAUST HOOD

EXHAUST FAN

TRANE 4TVC0038C1000AA - TVR SELECT 38 MBH COMPACT
4-WAY CASETTE - 208-230/60/1/(AHRI/ETL CERTIFIED) - QTY: 16

_$_ RECESSED, SURFACE, OR PENDANT
MOUNTED DOWNLIGHT

CEILING MOUNTED EXIT LIGHT
WITH DIRECTIONAL ARROWS

CEILING MOUNTED LIGHT
FIXTURES

E} FLUORESCENT LIGHT FIXTURES

@ EXISTING CHANDELIER TO BE
REFURBISHED & INSTALLED

E.S. EXPOSED STRUCTURE

N-G.W.B NEW GYPSUM WALL BOARD
SEE SHEET A2.1 FOR CEILING DETAILS

N-C.W.B CEMENT WALL BOARD

EX. EXISTING CEILING REMAIN
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SECOND FLOOR
REFLECTIVE CEILING PLAN

GENERAL NOTES

1. CONTRACTOR SHALL CENTER LIGHT FIXTURE IN ROOMS
UNLESS NOTED OTHERWISE.

2. CONTRACTOR SHALL REFER TO ELECTRICAL DRAWINGS
FOR LIGHTING FIXTURE SCHEDULES.

3. LIGHTS, AC DIFFUSERS, AND SUSPENDED GYPSUM CEILING
SHALL BE INCLUDED AS PART OF THE BASE BID IN ROOMS
205,206 AND 207.

4. ROUTE ALL A/C REFRIGERANT PIPING TO CHILLER PAD
ON THIRD FLOOR LEVEL. SEE DRAWING 3A1.18 FOR
LOCATION OF CHILLER.

GENERAL NOTES

1.  THE V.l GOVERNMENT OWNS TWO TRANE TVR CONDENSERS,
MODEL NUMBER 4TVH0144C6000AA THAT ARE TO BE
INCORPORATED INTO THE NEW AIR CONDITIONING SYSTEMS
FOR THE FIRST AND SECOND FLOORS. THESE UNITS ARE
CURRENTLY LOCATED AT GOVERNMENTS HOUSE ST. THOMAS.
CONTRACTOR WILL COORDINATE WITH THE TRANE COMPANY
OF PUERTO RICO FOR FINAL DESIGN / INSTALLATION OF THE
FIRST AND SECOND FLOOR AIR CONDITIONING SYSTEMS.

w3 | a3

4

SCALE: 3/16™=1"-0"
| 5
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GENERAL NOTES

CONTRACTOR SHALL CENTER LIGHT FIXTURE IN ROOMS
UNLESS NOTED OTHERWISE.

CONTRACTOR SHALL REFER TO ELECTRICAL DRAWINGS
FOR LIGHTING FIXTURE SCHEDULES.

LIGHTS, AC DIFFUSERS, AND SUSPENDED GYPSUM CEILING
SHALL BE INCLUDED AS PART OF THE BASE BID

. CONTRACTOR TO FOLLOW EXISTING CEILING MOLDING DESIGN

FOR REPLACEMENT MOLDING

CONSULTANTS

ELECTRICAL SYMBOLS LEGEND

LIGHT FIXTURE, SIZE AS SHOWN

: CEILING MOUNTED SURFACE FLUORESCENT
APPROXIMATELY TO SCALE.

|Z KITCHEN EXHAUST HOOD

TTw EXTERIOR WEATHER PROOF WALL MOUNTED
LIGHT FIXTURE OR WALL SCONCE

< WALL MOUNTED INTERIOR LIGHT FIXTURE OR
WALL SCONCE

Wn EXTERIOR WEATHER PROOF CEILING MOUNTED
LIGHT FIXTURE

n CEILING MOUNTED LIGHT FIXTURE

w}g{ POLE LIGHT

[EF]  ExHAusT FaN
@ CHANDELIER TYPE LIGHT FIXTURE
.q;. CEILING MOUNTED RECESSED LIGHT FIXTURE

AIR CONDITION REGISTER

AIR CONDITION RETURN
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“DEMOLITION NOTES ARE GENERALFOR WORK TO BE DONE. lol24/m] ACCENOW 1

y -- - - -- - = O wem  SEEDEMOLITION PLAN FOR SPECIFIC WORK AREAS.
T / @l \ REMOVE AND DISCARD EXISTING WINDOW. [
R \ WINDOW TO BE REPLACED IN KIND USING -
MAHOGANY WOOD AND SIMILAR STAINLESS
REMOVE PORTION OF —l | NANNN NS OFFICE q STEEL HARDWARE. i
i |
4

MATCH LINE
—— e e -4

EXISTING FLOOR (18"X18") m—| STARR

FOR HOOD EXHAUST @ REMOVE AND DISCARD EXISTING LIGHT FIXTURES

ON EXISTING CEILING AND WALLS. DISPOSE AS
PER THE DIRECTION OF THE OWNER. (NOT .
APPLICABLE FOR CHANDELIERS) CHANDELIERS
SHALL 8E CLEANED AND RESTORED.

KITCHEN

(=251

+ 4+ 4t
R S e S S S

<:> REMOVE AND DISCARD ALL EXISTING REST ROOM

PLUMBING FIXTURES AND CABINETRY. ALL s
WATER AND WASTE WATER LINES SHALL BE
CAPPED FOR FUTURE USE.

+
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REMOVE ENTIRE
STRUCTURE IN
SHADED AREA DOWN
TO FLOCR SLAB

T
+ 4
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@ REMOVE AND DISCARD EXISTING DOOR, DOOR E

FRAME AND HARDWARE, EXISTING TRANSOM TO
BE CLEANED PATCHED AND SANDED WHERE 1
APPLICABLE.

@ REMOVE EXISTING LOOSE PAINT FROM WALL AND
PREPARE SURFACE TO RECEIVE A NEW COAT OF
PAINT AND PRIMER. -+

1

SECOND FLOOR
COURTYARD BELOW

,
R o

OFFICE
(323]

.

o REMOVE ALL AND DISCARD EXISTING FLOOR +
TILES AND PREPARE SURFACE TO RECEIVE NEW | |
TILE.

CONSULTANTS

EXISTING CARPET TO BE REMOVED AND

DISCARDED. PREPARE FLOOR TO RECEIVE NEW
FLOORING.

/

EXISTING SHEATHING ON FURRING STRIPS AND
STUDS ON INTERIOR WALLS SHALL BE REMOVED
AND DISCARDED UP TO TOP OF EXISTING CHAIR
RAIL. FURRING STRIPS, STUD FRAMING AND
AREA BEHIND SHALL BE CLEANED AND SANITIZED
UP TO EXISTING CHAIR RAIL. REPLACE WATH NEW
SHEATHING , BASEBOARDS AND CHAIR RAILS.

OFFICE
(322]

ALTERNATE 1

EXISTING SHEATHING ON FURRING STRIPS AND
STUDS ON INTERIOR WALLS SHALL BE REMOVED
AND DISCARDED. FURRING STRIPS, STUD
FRAMING AND AREA BEHIND SHALL BE CLEANED
AND SANITIZED UP TO CEILING FROM FINISH

| |
/ PORCH k
FLOOR. REPLACE WITH NEW SHEATHING, CHAIR

/ RAILS, BASEBOARDS AND CROWN MOLDING.
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— 1T Jaredian Design Group
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REMOVED AND DISCARDED. e o e

REMOVE AND DISCARD EXISTING CEILING No.33 Dronningens Gade - Queen's Quarter
SYSTEM. CLEAN AND SANITIZE ALL SURFACES Post Office Box 6218
. BEHIND CEILING TO RECEIVE NEW SHEATHING St. Thomas, U.S. Virgin islands 00804

AND CEILING MOLDINGS. telephone: 340.777.1600 fax: 340.777.1601
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J F MAINTAIN EXISTING SYSTEMS IN USE.
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MOLDINGS TO RECEIVE NEW PRIMER AND PAINT. GOVERNMENT HOUSE

(6> CLEAN, PATCH. SAND AND PREPARE EXISTING ST.THOMAS
RAILING AND POST ASSEMBLY TO RECEIVE NEW
PRIMER AND PAINT.

22 KONGENS GADE
KINGS QUARTER
ST. THOMAS U.S.Vi

EXISTING WOOD SHUTTERS TO BE REMOVED
DISCARDED AND REPLACED (N KIND. NEW
HARDWARE SHALL BE STAINLESS STEEL.

El
EXISTING WOOD SHUTTER TO BE CLEANED.

oD
GOVERNOR'S
Ass&mﬂ)mcs \
[303]
PATCHED AND SANDED TO RECEIVE NEW PAINT DATE: 6/7/19

GOVERNOR'S AND NEW STAINLESS STEEL HARDWARE.

& (1] OFFICE

X REMOVE AND DISCARD ALL EXISTING WOOD ORAWN BY:
FLOORING. CLEAN AND PREPARE FLOOR

e SURFACE TO RECEIVE NEW WOOD FLOGRING.

A 2 A REMOVE AND DISCARD ALL EXISTING WALL TILES B || creckecer.  ypw

- PREP WALL TO RECEIVE NEW PAINT OR NEW TILE

<‘> SURFACE.
APPROVED BY:
/‘\ ) 4 2 o o o CONTRACTOR SHALL REPOSITION AIR CONDITION B
DUCT, PIPES, COMMUNICATION CABLES, AND
OBSTRUCTIONS TO ACCOMMODATE FOR 80°
-, DOOR PROJECT NO.©
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I [ @ REMOVE AND DISCARD EXISTING STAIRS 17-016
CONTRACT NO.:
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SANDED, AND REPAIRED. ALL HARDWARE TO BE -
REPLACED WITH STAINLESS STEEL HARDWARE.

J REMOVE AND DISCARD EXISTING SUSPENDED SHEETNO.:

‘ EXISTING WINDOW TO BE CLEANED, PATCHED,

CEILING INITS ENTIRETY.
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THIRD FLOOR

@ REMOVE EXISTING ELEVATOR.

I EXISTING BUILT THIRD FLOOR REMOVE AND EXCAVATE PORTION OF EXISTING
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DEMOLITION NOTES LEGEND

DEMOLITION NOTES ARE GENERAL FOR WORK TO BE DONE.
Sl

REMOVE AND DISCARD EXISTING WINDOW.
WINDOW TO BE REPLACED [N KIND USING
MAHOGANY WOOD AND SIMILAR STAINLESS
STEEL HARDWARE.

@ REMOVE AND DISCARD EXISTING LIGHT FIXTURES

ON EXISTING CEILING AND WALLS. DISPOSE AS
PER THE DIRECTION OF THE OWNER. (NOT
APPLICABLE FOR CHANDELIERS) CHANDELIERS
SHALL BE CLEANED AND RESTORED.

REMOVE AND DISCARD ALL EXISTING REST ROOM
PLUMBING FIXTURES AND CABINETRY. ALL
WATER AND WASTE WATER LINES SHALL BE
CAPPED FOR FUTURE USE.

REMOVE AND DISCARD EXISTING DOOR. DOOR
FRAME AND HARDWARE. EXISTING TRANSOM TO
BE CLEANED PATCHED AND SANDED WHERE
APPLICABLE.

REMOVE EXISTING LOOSE PAINT FROM WALL AND
PREPARE SURFACE TO RECEIVE A NEW COAT OF
PAINT AND PRIMER,

REMOVE ALL AND DISCARD EXISTING FLOOR
TILES AND PREPARE SURFACE TO RECEIVE NEW
TILE.

EXISTING CARPET TO BE REMOVED AND
DISCARDED. PREPARE FLOOR TO RECEIVE NEW
FLOORING.

EXISTING SHEATHING ON FURRING STRIPS AND
STUDS ON INTERIOR WALLS SHALL BE REMOVED
AND DISCARDED UP TO TOP OF EXISTING CHAIR
RAIL. FURRING STRIPS, STUD FRAMING AND
AREA BEHIND SHALL BE CLEANED AND SANITIiZED
UP TO EXISTING CHAIR RAIL. REPLACE WITH NEW
SHEATHING , BASEBOARDS AND CHAIR RAILS.

EXISTING SHEATHING ON FURRING STRIPS AND
STUDS ON INTERIOR WALLS SHALL BE REMOVED
AND DISCARDED. FURRING STRIPS, STUD
FRAMING AND AREA BEHIND SHALL BE CLEANED
AND SANITIZED UP TO CEILING FROM FINISH
FLOOR. REPLACE WITH NEW SHEATHING, CHAIR
RAILS, BASEBOARDS AND CROWN MOLDING.

@ REMOVE AND DISCARD EXISTING VCT FLOOR

TILES AND ADHESIVE AS.

EXISTING FIXTURES AND CASEWORK TO BE
REMOVED AND DISCARDED.

6

REMOVE AND DISCARD EXISTING CEILING
SYSTEM. CLEAN AND SANITIZE ALL SURFACES
BEHIND CEILING TO RECEIVE NEW SHEATHING
AND CEILING MOLDINGS.

(AC CONTRACTOR) TO REMOVE AND DISCARD ALL
AIR CONDITIONING PiPING, INSULATION, AND
EQUIPMENT AS REQUIRED TO ACCOMMODATE
FOR NEW VARIABLE REFRIGERANT FLOW HVAC
SYSTEM {UPGRADE).

REMOVE AND DISCARD ALL EXPOSED UNUSED
CABLE, SECURITY, AND TELEPHONE LINES.
MAINTAIN EXISTING SYSTEMS IN USE.

@ CLEAN, PATCH, SAND AND PREPARE EXISTING
BASE BOARDS, CHAIR RAILS, AND CROWN
MOLDINGS TO RECEIVE NEW PRIMER AND PAINT.

CLEAN, PATCH, SAND AND PREPARE EXISTING
RAILING AND POST ASSEMBLY TO RECEIVE NEW
PRIMER AND PAINT.

EXISTING WOOD SHUTTERS TO BE REMOVED
DISCARDED AND REPLACED IN KIND. NEW
HARDWARE SHALL BE STAINLESS STEEL.

EXISTING WOOD SHUTTER TO BE CLEANED,
PATCHED AND SANDED TO RECEIVE NEW PAINT
AND NEW STAINLESS STEEL HARDWARE

. REMOVE AND DISCARD ALL EXISTING WOOD

FLOORING. CLEAN AND PREPARE FLOOR
SURFACE TO RECEIVE NEW WOOD FLOORING.
REMOVE AND DISCARD ALL EXISTING WALL TILES
PREP WALL TO RECEIVE NEW PAINT OR NEW TILE
SURFACE.

CONTRACTOR SHALL REPOSITION AIR CONDITION

DUCT, PIPES, COMMUNICATION CABLES. AND
OBSTRUCTIONS TO ACCOMMODATE FOR 80"

@ REMOVE AND DISCARD EXISTING STAIRS

@ REMOVE AND DISCARD EXISTING PUMP AND AIR
TANK

REMOVE AND DISCARD EXISTING SUSPENDED
CEILING IN ITS ENTIRETY.

@ REMOVE EXISTING STAIRS AND PLANTERS AS SHOWN,

7
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ROOM FINISH SCHEDULE
ROOM FLOOR | BASE WALL CEILING
NO NAME NORTH EAST SOUTH WEST REMARKS
MATL | FIN | MATL | FIN| MATL | FIN | MATL | FIN | MATL [ FIN | MATL | FIN | MATL | FIN HEIGHT
| FIRST FLOOR
100 PORCH SEE PLANS
101 SECURITY OFFICE MT | MT| B2 [PNT| GWB [PNT| GWB [PNT| GWB |PNT| GWB |PNT| GWB |PNT| MATCH EXISTING
102 FEMALE RESTROOM MT T [ B1 |PNT] GWB [PNT| GWB |PNT| GWB |PNT| GWB |PNT| GWB |PNT| MATCH EXISTING TILE WAINSCOT
103 MALE RESTROOM T T | B1 [PNT| GWB [PNT| GWB [PNT| GWB [PNT| GWB |[PNT| GWB [PNT| MATCH EXISTING TILE WAINSCOT
104 CORRIDOR T T | B2 [PNT| GWB |PNT| GWB |PNT| GWB |PNT| GWB [PNT| GWB |PNT| MATCH EXISTING
105 ELEVATOR LIFT T T | B2 [PNT| GWB [PNT| GWB |PNT| GWB |PNT| GWB |PNT| GWB |PNT]| MATCH EXISTING
106 ELEVATOR MACHINE ROOM EX. |EX.] B2 [PNT| GWB [PNT| GWB |PNT| GWB |PNT| GWB [PNT| GWB |PNT| MATCH EXISTING
107 STORAGE EX. EX.| B2 |PNT| GWB |PNT| GWB |PNT| GWB |PNT| GWB |PNT| GWB |PNT| MATCH EXISTING
108 CORRIDOR C C | B2 [PNT| GWB |PNT| GWB [PNT| GWB |PNT| GWB |PNT| GWB [PNT| MATCH EXISTING
109 PUMP ROOM EX. |EX.] B2 [PNT[ GWB [PNT| GWB |PNT| GWB |PNT| GWB |PNT| GWB |PNT| MATCH EXISTING
110 STORAGE EX. EX.| EX. [PNT| GWB [PNT| GWB |PNT| GWB |PNT| GWB [PNT| GWB |PNT| MATCH EXISTING REFINISH EXISTING FLOOR
111 OFFICE EX. |EX.] B2 |PNT| GwB [PNT| GWB [PNT| GWB |PNT| GWB |PNT| GWB |[PNT| MATCH EXISTING REFINISH EXISTING FLOOR
112 CORRIDOR EX. [EX.] B2 |PNT| GWB [PNT| GWB |PNT| GWB |PNT| GWB |PNT| GWB [PNT| MATCH EXISTING REFINISH EXISTING FLOOR
113 OFFICE EX. [EX.] B2 |PNT] GWB |PNT| GwB |PNT| GWB |PNT| GwB |PNT| GWB [PNT| MATCH EXISTING REFINISH EXISTING FLOOR
114 OFFICE EX. |EX.] B2 [PNT| GWB [PNT{ GWB |PNT| GWB |[PNT| GWB |PNT| GWB |PNT| MATCH EXISTING REFINISH EXISTING FLOOR
115 STORAGE EX. |EX.] B2 |PNT| GWB [PNT| GWB [PNT| GWB [PNT| GwWB |PNT| GWB [PNT| MATCH EXISTING REFINISH EXISTING FLOOR
116 STORAGE EX. |EX.| B2 PNT| GWB [PNT| GWB [PNT|{ GWB |PNT| GWB |PNT| GWB |PNT| MATCH EXISTING REFINISH EXISTING FLOOR
117 OFFICE MT [ MT| B2 |PNT| GWB |PNT| GwB |PNT| GwB |PNT| GwB [PNT| GwB [PNT| MATCH EXISTING REFINISH EXISTING FLOOR
118 OFFICE MT [ MT| B2 |PNT| GWB |PNT| GWB |PNT| GWB |PNT| GWB |[PNT| GWB [PNT| MATCH EXISTING REFINISH EXISTING FLOOR
119 SECURITY OFFICE MT | MT| B2 |PNT{ GWB |PNT| GWB |PNT| GWB |PNT| GWB [PNT| GWB [PNT[ MATCH EXISTING REFINISH EXISTING FLOOR
120 VESTIBULE MT | MT| B2 |PNT| GWB |PNT| GWB |PNT| GWB [PNT| GWB |PNT| GWB [PNT|MATCH EXISTING REFINISH EXISTING FLOOR
121 LOBBY MT | MT| B2 |PNT| GWB |PNT| GWB |PNT| GWB [PNT| GWB [PNT| GWB [PNT| MATCH EXISTING REFINISH EXISTING FLOOR
SECOND FLOOR
200 PORCH HW [HwW SEE PLANS
201 RECEIVING HW [HW]| B2 GWB |PNT| GWB [PNT| GwB [PNT| GwB [PNT MATCH EXISTING
202 BALLROOM HW [Hw] B2 GWB |PNT| GWB [PNT| GWB [PNT| GWB |PNT MATCH EXISTING
203 DINING ROOM HW [HW]| B2 GWB |PNT| GWB |{PNT| GWB [PNT| GWB [PNT MATCH EXISTING
204 FOYER HW [Hw] B2 GWB |[PNT| GWB |PNT| GWB [PNT| GWB |PNT MATCH EXISTING
205 ELEVATOR
206 STORAGE T T | B2 GWB |PNT| GWB |[PNT| GWB [PNT| GWB [PNT MATCH EXISTING
207
208 REST ROOM T T [ B2 GWB |PNT| GWB |PNT| GWB [PNT| GWB |PNT| GWB |PNT|MATCH EXISTING
209 COMMUNICATIONS ROOM T T| B2 GWB |PNT| GWB [PNT| GWB [PNT| GWB |PNT MATCH EXISTING
210 KITCHEN T T | B2 GWB [PNT| GWB |PNT| GWB [PNT| GWB [PNT| GWB [PNT|MATCH EXISTING
211 COURTYARD INTERIOR FINISHES NOT INCLUDED
212 FEMALE RESTROOM INTERIOR FINISHES NOT INCLUDED
213 MALE RESTROOM INTERIOR FINISHES NOT INCLUDED
214 AC ROOM INTERIOR FINISHES NOT INCLUDED
215 LIBRARY INTERIOR FINISHES NOT INCLUDED
216 RECEPTIONIST INTERIOR FINISHES NOT INCLUDED
217 LOBBY INTERIOR FINISHES NOT INCLUDED
218 OFFICE INTERIOR FINISHES NOT INCLUDED
219 OFFICE INTERIOR FINISHES NOT INCLUDED
220 CORRIDOR INTERIOR FINISHES NOT INCLUDED
222 HANDICAP RESTROOM INTERIOR FINISHES NOT INCLUDED
N.LC. _ NOT INCLUDED
FLOOR BASE WALL CEILING
?c:nc. Z’g:::& B-1 MLE “TT gg:gsLEAELEmE owe GYPSUM BOARD
¢ CARPET B-2 WOOD WITH ROUTED EDGES- cMu CONCRETE MASONRY UNIT CONC.  CONCRETE
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cT CARPET TLE veB VINYL COVE BASE GWB  GYPSUM WALL BOARD PNT.  PAINTED FINISH
T PORCELAIN TILE
HW HARD WOOD PNT PAINTED FINISH ::T ::mﬂ;éig BOARD SHEATHING ACT e CATILE
MT MARBLE TILE EMW EXISTING MASONRY WALL ES EXPOSED STRUCTURE
NOTE.
1. DASTING MOLDINGS AND WAINSCOTS TO BE REPLACED IN KIND AS PER THE BID SCHEDULE AND EXISTING DETANL
1 2 3 4 5

REVISIONS

NO: | DATE: REMARKS

[/ 'a724/19| ADDENDUM 1

CONSULTANTS

Jaredian Design Group
] Architect, Engineers and Conatruction Managers

No.33 Dronningens Gade - Queen's
Post Office Box 6218

Quarter

St. Thomas, U.S. Virgin Islands 00804
telephone: 340.777.1600 fax: 340.777.1601
e-mail: jaredian2@vipowemat.net

o
iﬁgii
L
[1H 5
K
il
HEH
]
HH T
i

i
i
;
i
B
i
2

g
¥
H
i
2
H
i

3
§
i
i
;
%

ST.THOMAS

22 KONGENS GADE
KINGS QUARTER
ST. THOMAS U.S.V.L

REHABILITATION OF
GOVERNMENT HOUSE

DATE: 6/7/19

ORAWNBY:  R.O.P
B CHECKEDBY: | P.W

APPROVEDBY. | P.W.

PROJECT NO.
17-016
CONTRACTNO

SHEETNO:

A4.0

SCHEDULES




REVISIONS

NO: | DATE: REMARKS

A\ lor24119| ADDENDUM 1

CONSULTANTS

Jaredian Design Group
Archifects, Engincors and Construction Managers,

No.33 Dronningens Gade - Queen's Quarter
Post Office Box 6218
St. Thomas, U.S. Virgin Islands 00804
telephone: 340.777.1600 fax: 340.777.1601
e-mail: jJaredian2@vipowsmetnet

1 2 l 3 l 4 5
ROOM FINISH SCHEDULE
ROOM FLOOR | BASE WALL CEILING
NO NAME NORTH EAST SOUTH WEST REMARKS
MATL | FIN| MATL |FIN| MATL | FIN | MATL [ FIN | MATL | FIN | MATL [ FIN | MATL | FIN | HEIGHT
THIRD FLOOR

300 GOVERNOR'S OFFICE C C | B2 |PNT| GWB |PNT]| GWB |PNT| GWB |PNT| GWB |PNT| GWB |PNT| EX.
301 BATHROOM T T | B1 T | GWB |PNT| GWB |PNT| GWB |PNT| GWB [PNT| GWB |PNT| EX TILE WAINSCOT
302 RESTROOM T T | B1 T | GWB {PNT| GWB |PNT| GWB |[PNT| GWB |PNT| GWB |PNT| EX. TILE WAINSCOT
303 GOVERNOR'S ASSISTANT OFFICE (o] C | B2 |PNT|GWB |PNT|GWB |PNT| GWB |[PNT| GWB |PNT| GWB |PNT| EX.
304 CORRIDOR C C | B2 |PNT| GWB [PNT| GWB |[PNT| GWB |PNT| GWB [PNT| GWB [PNT| EX.
305 CLOSET T T | B2 |PNT|GWB |PNT| GWB [PNT| GWB |PNT| GWB |PNT| GWB |PNT| EX.
306 BATHROOM T | 17] 81 | T[GwB [PNT[GwB |[PNT] GwB [PNT| GWB [PNT|GWB [PNT[ EX. TILE WAINSCOT
307 CLOSET T T | B2 [PNT|GWB |PNT| GWB |PNT| GWB |PNT| GWB |PNT| GWB [PNT| EX.
308 GOVERNOR'S ASSISTANT OFFICE EX. EX.| B1 |PNT|GWB |PNT| GWB |PNT| GWB |PNT| GWB |PNT| GWB |PNT| EX. REFINISH EXISTING FLOOR
309 CLOSET EX. |EX] B1 (PNT|GWB |PNT|GWB [PNT[GWB |PNT[GWB [PNT[GWB [PNT|] EX. REFINISH EXISTING FLOOR
310 OFFICE [+ C | B1 |PNT| GWB [PNT| GWB |[PNT| GWB |PNT| GWB [PNT|GWB [PNT| EX. REFINISH EXISTING FLOOR
311 RESTROOM T T| B1 | T[GWB [PNT]GWB |PNT| GWB |[PNT| GWB |PNT|[GWB [PNT| EX TILE WAINSCOT
312 CORRIDOR [S C | B2 [PNT|GWB [PNT|GwB [PNT| GWB [PNT| GWB [PNT|{ GWB [PNT|] EX
313 CLOSET EX. |EX| B2 [PNT|GWB |PNT|[GWB [PNT| GWB |PNT| GWB [PNT| GWB [PNT[ EX. REFINISH EXISTING FLOOR
314 CORRIDOR [S Cc | B2 [PNT|GWB |PNT|GWB |[PNT|GWB [PNT|GwB [PNT[GWB |[PNT| EX.
315 HALLWAY HW |HW]| B2 |[PNT| GWB [PNT|GWB |[PNT| GWB |[PNT|GWB [PNT|GwWB [PNT| EX.
316 OFFICE c C | B2 [PNT|GWB [PNT| GwWB [PNT|GWB [PNT|GWB [PNT|GWB [PNT| EX.
317 KITCHEN T T | B2 [PNT|GWB [PNT|GWB |[PNT| GWB |PNT| GWB |PNT|GWB |PNT|[ 80"
318 ELEVATOR GWB [PNT[GwB [PNT| GWB |PNT| GWB [PNT
318 OFFICE T B2 |PNT| GWB |PNT| GWB |PNT| GWB |PNT| GWB |PNT| GWB |PNT| 80" ELEVATOR MANUFACTURER
320 RESTROOM T B1 | T |cwB |PNT|GwB [PNT[GwB [PNT|GWB [PNT|GwB [PNT[ 80" TILE WAINSCOT
321 PORCH
322 OFFICE SEE PLANS
323 OFFICE INTERIOR FINISHES NOT INCLUDED
324 OFFICE INTERIOR FINISHES NOT INCLUDED
325 KITCHEN INTERIOR FINISHES NOT INCLUDED
326 STAIR INTERIOR FINISHES NOT INCLUDED
327 RESTROOM INTERIOR FINISHES NOT INCLUDED
328 AIR HANDLER UNIT ROOM INTERIOR FINISHES NOT INCLUDED
329 CISTERN AND EQUIPMENT PAD
330 WALKWAY
331 CHILLER PAD
332 LAUNDRY T | 7| B2 |{PNT{GwWB |PNT| GWB |[PNT| GwB [PNT| GWB [PNT| EX. [PNT| EX.
333 BATHROOM T | T | B2 |PNT]GWB |PNT| GWB |PNT| GwB [PNT| GwB |[PNT[ EX. [PNT[ EX.
334 STORAGE T | 7| B2 |PNT{GwWB [PNT|GWB [PNT[ GwB [PNT] GWB [PNT] EX. [PNT[ EX.
335 STORAGE T | T { B2 |PNT|GWB [PNT|GWB [PNT| GWB [PNT|GWB [PNT| EX. [PNT| EX.
336 WALKWAY EX. [PNT| EX
337 CORRIDOR EX. |EX.| B2 [PNT|GWB [PNT[ GwB [PNT|GWB [PNT|GWB [PNT| EX. [PNT[ EX
N.LC. _ NOT INCLUDED

FLOOR BASE WALL CEILING

E’;'Nc. Exo':::; 8-1 TLE T B ORCETANIIE GWB  GYPSUM BOARD

c CARPET B-2 WOOD WITH ROUTED EDGES— cMu CONCRETE MASONRY UNIT CONC.  CONCRETE

MATCH EXISTING cw CEMENT WALL BOARD

cT CARPET TLE VveB VINYL COVE BASE cwB GYPSUM WALL BOARD PNT. PAINTED FINISH

T PORCELAIN TILE PNT PAINTED FINISH

W HARD WOOD PNT PAINTED FINISH BB PLYWOOD BEAD BOARD SHEATHING - e = | ey

EMW EXISTING MASONRY WALL ES EXPOSED STRUCTURE
HOTE:
1. EXISTING MOLDINGS AND WAINSCOTS TO BE REPLACED IN KIND AS PER THE BID SCHEDULE AND EXGSTING DETALL

REHABILITATION OF
GOVERNMENT HOUSE
ST.THOMAS

22 KONGENS GADE
KINGS QUARTER
ST. THOMAS U.8.V.1.

Sl 617119

ORAWNEY: ROP
CHECKEDBY:  J P.W

APPROVEDBY: J P.W.

R —
PROJECT NO.
17-016
CONTRACT NO.

SHEETNO:

A4.1

SCHEDULES




1 ] 2 3 ] 4 I 5 6 7 REVISIONS
NO:| DATE: REMARKS
A\ 'o/24/_ADDENDM 1
AMERICAN STANDARD 36" LONG VESSEL SINK (ADA
/ U W.C. ADA TYPE —\ /700MPLAINT) BY SCARABEO _|
- o 36" LONG VESSEL SINK I I I
\ (ADA COMPLAINT) BY
\ SCARABEO
AMERICAN STANDARD
——W.C. ADA TYPE ~ | E
S THRESHOLD
/T\
/77274 —[ h— CONSULTANTS
\\THRESHOLD
7~ | |:
< 36" LONG VESSEL SINK ENLARGED PLAN ENLARGED PLAN D
(ADA COMPLAINT) BY WG ADATYPE 3 | BATHROOM 306
SCARABED © 2 | REST ROOM 208 e
260 |A60 | sCALE: 3/8" =1'—0" O [0 | SCAE: 3/8 =10
ENLARGED PLAN
1_] REST ROOM 102 AND 103 o
A60 [A60 [ SCALE: 3/8" =10 — A e o oo b
No0.33 Dronningens Gads - Quean's Quarter
Past Office Box 6218
St. Thomas, U.S. Virgin Islands 00804
telephone: 340.777.1600 fax: 340.777.1601
e-mall: jaredian2@vipowemetnet
AMERICAN STANDARD ﬁ%%%ﬁﬁ&:ﬁ“
W.C. ADATYPE 39" LONG DROP IN SINK C || smeanrr e
’ Y T i o o i
/ T L AN, 3-0° CASEWORK < TN TN
- - 2 [ , [ A . y . - REHABILITATION OF
Lé, ~ T — = GOVERNMENT HOUSE
i ) | =—= ST.THOMAS
) \ (l‘b 34 L‘k
K} P8 @ \ — INFILL —
;Kowe\n 4 COUNTER TO 7 22 KONGENS GADE
N7 772, | f MATCH SINK / 193" 36" LONG VESSEL SINK KINGS QUARTER
= )\ ['s] (ADA COMPLAINT) BY ST. THOMAS U.SV.L.
> Jozom [ /" \ A T, ., SCARABEO -
o I / 6 \W.C 7 @ 8 \ .u'a . I i E DATE 6/7/19
S~ . 2 ‘ .‘"’ DRAWN BY.
4 N @ 5 Z — AMERICAN STANDARD
/ “16xts Y } I fads ) L4 W.C. ADA TYPE ENLARGED PLAN B | ceoosr ypw
—A | =" = 6 | BATHROOM 333
e - ” - 450 |460 | scAE: 3/8" =1'-0" APPROVEOSY.  J.P.W.
g}( VJE (BID ALTERNATE 2) PROIEET NO:
1 T | s d T [ 1 \ l 1 T 1 T \ / THRESHOLD \ - 17016
7-3 10'-6" \ -
: g NOTES: — -
G e SlNKA \ PARTITION 36" HIGH WITH 1 ] -
THRESHOLD (ADA COMPLAINT) BY ms.’}\lgﬁNngéNDARD §§Q¥,$,L§:§§g‘vgu‘ss 1. CONTRACTOR SHALL PURCHASE AND INSTALL ALL sreeThe A6 O
SCARABEQ FIXTURES WITH THE REQUIRED ACCESSORIES FOR THE .
ENLARGED PLAN FIXTURE TO FUNCTION FOR ALL OF THE BATHROOMS.
5 | RESTROOM 3t LZoAe o,
ENLARGED PLAN = 2. ALL SINKS SHALL HAVE CHROME FINISH SCARABEO ELEVATIONS
6.0 ]As.o SCALE: 3/8" =1'-0" BRAND, P-TRAP ,POP UP WATER STOP WITH OVER FLOW,
4 REST ROOM 301 AND 302 AND ANGLE VALVES WITH SUPPLY LINES FOR PARTICULAR
260 [A60 | SCALE: 3/8" =1'-0" MODEL
1 | 2 | 3 | 5 6 | i |




1 ! 2 3 4 5 ' 6 7 | Revsrns
NO: DATE: REMARKS
NEW 36" [/ 24/% ADDENDM 1
DOUBLE OVEN
(BY OWNER) COMMERCAL
EXHAUST HOOD
NEW COMMERCIAL REFRIGERATOR 6x6 TILES WITH 2° ]
MODEL: (SUB~ZERO BORDER TILE et
REFRIGERATOR AND FREEZER) QUARTZ COUNTER TOP 5.0
NEW 36 COOKTOP (BY OWNER) AND BACKSPLASH
WITH HOOD ABOVE NEW COMERCIAL
(BY OWNER) DISH WASHER
(BY OWNER)
NEW COMMERCIAL PROVIDE GREASE MAHOGANY RAISED
REFRIGERATOR AND HOGD ABOVE ousHw TRAP FOR NEW PANEL AND GLASS \ A E
FREEZER voer COMMERCIAL DISH DOORS { \, M/ \
BY OWNER WASHER AND % I ,
¢ ) SINK QUARTZ COUNTER TOP YIRS &Y \
AND BACKSPLASH \J( N )
2 @ 3 0o N\ \ ‘ =
X+ + =
O; - S
MAHOGANY RAISED O 00O - CONSULTANTS
NEW WINE PANEL DOORS B
COOLER N/ / /
e (BY OWNER) PN
counren f \ /M
D
DOUBLE OVEN
(BY OWNER)
i — 2 | KITCHEN ELEVATION g
(BY OWNER)
461 |41 | SCALE: 1/2°=1'-0"
UP " .
T T T T T 11 T 1 ] laredlan Design Group
Architects, Engineers ard Construction Maniges
No.33 Dronningens Gade - Queen's Quarter
Post Office Bax 6218
1_| ENLARGED PLAN KITCHEN 317 5. o 35 o
telephone: 340.777.1600 fax: 340.777.1601
A6 |46 | soMLE: 3/8% =1"-0" o-mall: jaracian2@vipowsmat st
DETAL 3 ON SHEET e T T
450 B | ot o
£46 [TLES: WITHAZS RS A o M
BORDER TILE
REHABILITATION OF
GOVERNMENT HOUSE
ST.THOMAS
) 22 KONGENS GADE
KINGS QUARTER
ST. THOMAS U.S.V.L
QUARTZ COUNTER TOP DATE 87119
NOTES: AND BACKSPLASH \
\< s Rt IS B SRS D oy DD Sl S N SR DRAWN BY
1. CONTRACTOR SHALL PROVIDE SHOP MAHOGANY RAISED < — : - —
DRAWINGS FOR REVIEW TO MAKE SURE PANEL DOORS N : B ||creccos spw
DESIGN INTENT IS MET. 'l /‘ v 0 >
X / \ . g APPROVEDBY: | P.W.
2. CONTRACTOR MUST COORDINATE WITH ) P . K
OWNER PRIOR TO THE CONSTRUCTION “ p % j
FABRICATION OF ALL KITCHEN CASEWORK S ~ /= ~ \C . PROIECT N0
T0 OBTAIN ALL THE REQUIREMENTS FOR | 17016
THE APPLIANCES THAT WILL BE SELECTED e
BY THE OWNER | .
2. Al APPLIANCES SHALL BE PURCHASH) BY NEW COMMERCIAL DISH WINE COOLER SHEETNO-
OTHER. WASHER MODEL: LOW (BY OWNER) A6 1
TEMPERATURE UNDER COUNTER .
3. ALL KITCHEN FIXTURES BY OWNER DISHWASHER)
KITCHEN PLAN
(BY OMNER) 3 | KITCHEN ELEVATION ELQ\',EA“ — /
261|461 | SOALE: 1/2%=1-07
1 | 2 | 3 4 5 6 | 7 |




NEW LOWER AND
UPPER CABINETS

NEW COMMERCIAL SIDE
BY SIDE REFRIGERATOR
AND FREEZER (BY OWNER)

NEW COMMERCIAL ——
STOVE TOP &
RANGE-8 BURNERS DISH WASHER
(BY OWNER) ) (BY OWNER)
1 AY ll
7 ==
1\ -——-Teees] _1_
ZRN @066 |
gRE |
% K [
5 : I |——PROVIDE GREASE
~ 7 TRAP FOR NEW
2 3 D,{w P < / COMMERCIAL DISH
4 | / | WASHER AND
[ 1 1/
R ¢ i 2 SINK
A w/
1 o
1 A
Z o
(£} " \ / — —p L
4 % r//x\\ }
A v I
T
|
NEW COMMERCIAL: 1 j
CONVECTION /MICROWAVE P4 O
OVEN (BY OWNER) up y )
/ e
'V 3 RISER <
WALL INFILL ﬁﬁ:* —t g
1T
NEW LOWER AND—— I :
UPPER CABINETS g ™~ .
T
FOOD PREPARATION - \
AREA “ : -
/ I _</
A 2z [o] N
A1, L
4 N 4
| 2l =
1 A~ 1 |
| /N T
l N \
\
Y
= A
\
262 [A62 | SCALE: 3/8%=1'—0"
1 2 3

EXISTING HARDWARE FOR JALOUSIE
WINDOW AND EXTERIOR SHUTTER
SHALL BE REPLACED WITH
STAINLESS STEEL HARDWARE

EXISTING JALOUSIE WINDOW, ITS
FRAME AND EXTERIOR SHUTTER
SHALL BE REFURBISHED BY THE
USE OF WOOD FILLER, SANDING,
AND NEW PAINT

NEW COMMERCIAL DISH
WASHER MODEL: LOW \
TEMPERATURE UNDER COUNTER

DISHWASHER) (BY OWNER)

I 6

CROWN MOLDING SEE
DETAL 3 ON SHEET
AS.0

EXISTING JALOUSIE TRANSOM,
DOOR TS FRAME AND EXTERIOR
SHUTTER SHALL BE
REFURBISHED BY THE USE OF
WOOD FILLER, SANDING, AND
NEW PAINT

EXISTING HARDWARE FOR JALOUSIE:
WINDOW AND EXTERIOR SHUTTER
SHALL BE REPLACED WITH
STAINLESS STEEL HARDWARE

EXISTING HARDWARE FOR JALOUSIE
WINDOW AND EXTERIOR SHUTTER
SHALL BE REPLACED WITH
STAINLESS STEEL HARDWARE

EXISTING JALOUSIE WINDOW, ITS
FRAME AND EXTERIOR SHUTTER
SHALL BE REFURBISHED BY THE
USE OF WOOD FILLER, SANDING,

REVISIONS

NO: DATE REMARKS

MAHOGANY RAISED

PANEL DOORS N
6x6 TILES WITH 2"

BORDER TILE

QUARTZ COUNTER TOP
AND BACKSPLASH N

AND NEW PAINT

34

A\ 9/24/8 ADDENDUM 1

CONSULTANTS

L
o o | || ]
P - i ||
\— NEW BASE SEE DETAL 3
KITCHEN ELEVATION g:oa*;ﬁ E‘;";R .
T M
262 [462 | soALE: 1/2%=1'-0 DETAL #5 ON SHEET
5.0
CROWN MOLDING SEE
DETAL 3 ON SHEET
A5.0
MAHOGANY RAISED
PANEL DOORS
COMMERCIAL STOVE
/ EXHAUST HOOD
z "/ 7
= : /
‘ _ MAHOGANY RAISED
ks / - 7 // PANEL DOORS
I
) / / : / 66 TILES WITH 2"
/ \ / /_ BORDER TILE
97 4 QUARTZ COUNTER
. = /— T0P W/ 4" BACK
o SPLASH
- )
V - 00 00 oo oo _ =r‘|//// NOTES:
FIXED PANEL
. ' 7 1. CONTRACTOR SHALL PROVIDE SHOP
a DRAWINGS FOR REVIEW TO MAKE SURE
\ P / DESIGN INTENT IS MET.
I NI A 2. CONTRACTOR MUST COORDINATE WITH
OWNER PRIOR TO THE CONSTRUCTION
i \ FABRICATION OF ALL KITCHEN CASEWORK
[4’8R :837 Rm%‘é’uww“ w/ TO OBTAIN ALL THE REQUIREMENTS FOR
THE APPLUNCES THAT WILL BE SELECTED
CASTERS MODEL: (WOLF C48S-8) BY THE OWNER
(BY OWNER)
3. ALL KITCHEN FIXTURES BY OWNER
6.2 ]A5.2 SCALE: 1/2°=1'-0"
4 5 | 6 7 1

JDG Jaredian Design Group

Architects, Engineers and Constnuction Mansgors

No.33 Dionningens Gade - Queen’s Quarter
Post Office Box 6218
St. Thomas, U.S. Virgin Islands 00804
telephone: 340.777.1600 fax: 340.777.1601
e-mail: jaredian2@vipowemst.net

THEEE PLANS AMD THE DESIGNS CONTANED HEREW ARE THE
SOLE PROPERTY OF JAREDIAN DESIEN SROUP. THESE FLAME HAY
REPREOLCED

THESE PLAMS OR ANY PART THEREOF SHALL NOT IN ANY WAY
SUBJECT JAREDIAN DESIGN GROLP TO ANY COST OR DAMASES
FOR ANY ERROR OR CISSION CONTAINED THEREDL

REHABILITATION OF
GOVERNMENT HOUSE
ST.THOMAS

22 KONGENS GADE
KINGS QUARTER
ST. THOMAS LU.S.V.L

DATE: 67119
DRAWN BY

CHECKEDBY:  J P.W

APPROVEDBY. ) P.W.

PROJECT NO.
17016
CONTRACTNO.:

SHEET NO.:

AG6.2

KITCHEN PLAN/
ELEVATIONS




6x6 TILES WITH 2
| BORDER TLE

SPLASH

QUARTZ COUNTER =
TOP W/ 4" BACK N =

6x6 TILES WITH 2°
BORDER TILE

QUARTZ COUNTER ————
TOP W/ 4" BACK
SPLASH

MAHOGANY RAISED
PANEL AND GLASS
DOORS

. R\ NHHC IS AN

—I

A

L

|

CROWN MOLDING SEE
DETAL 3 ON SHEET
A5.0

NEW COMMERCIAL FREEZER MODEL:
(SUB-ZERO 36F ALL FREEZER)(BY OWNER)

NEW COMMERCIAL REFRIGERATOR MODEL:
(SUB-ZERO 36R ALL REFRIGERATOR)(BY OWNER)

T4

1'-8"

3-0°

1

KITCHEN ELEVATION

463 ]As.:s

SCALE: 1/2°=1"-0"

CONVECTION OVEN AN
MICROWAVE IN MAHOGANY CASE
WORK MODEL: (JennAir) (BY OWNER)

MAHOGANY RAISED
PANEL DOORS

FIXED PANEL

NOTES:

1. CONTRACTOR SHALL PROVIDE SHOP
DRAWINGS FOR REVIEW TO MAKE SURE
DESIGN INTENT IS MET.

2. CONTRACTOR MUST COORDINATE WITH
OWNER PRIOR TO THE CONSTRUCTION
FABRICATION OF ALL KITCHEN CASEWORK
TO OBTAIN ALL THE REQUIREMENTS FOR
THE APPLIANCES THAT WILL BE SELECTED
BY THE OWNER

3. ALL KITCHEN FIXTURES BY OWNER

REVISIONS

NO: , DATE: REMARKS

/\ 9/24/% ADDENDUM 1

CONSULTANTS

J DG Jaredian Design Group

Architects, Enginecrs and Construction Mansgs

No.33 Dronningens Gade - Queen's Quarter
Post Office Box 6218

St. Thomas, U.S. Virgin Islands 00804

telephone: 340.777.1600 fax: 340.777.1601

e-mail: jaredian2@vipowemat.net

THESE PLANS AND THE OESIGNT CONTANED HEREW ARE THE
SOLE PROPERTY OF JAREDIAN DESISN GROUP. THESE FLANS MAY
MOT BE NEPROOUCED WITHOUT THE WIITTEN PERMISSION OF
AREDIAM DESIEN SROUP. UNAUTHORIZED USE SHALL INVITE A
CLAI FOR COMPENSATION. THE USE BY ANY PEISON OR FIRDA o |
THESE PLANS OR ANY PAXT THERECE SHALL NOT IN ANY WAY
SUBLECT JANEDIAN DESIGN GROUP TO ANY COST OR DAMAGES.
FOR ANY EAROR OR CMISSION CONTANED THEREN.

REHABILITATION OF
GOVERNMENT HOUSE
ST.THOMAS

22 KONGENS GADE
KINGS QUARTER
ST. THOMAS USV.L

BATE 6/7/19

DRAWN BY

CHECKEDBY:  JP.W

APPROVEDEY: J.P.W.

PROJECT NO.
17-016
CONTRACT NO

SHEETNO:

A6.3

KITCHEN ELEVATIONS




1 I 2 l 3 ' 4 5 6 I 7 | REVISIONS
NQ:  DATE: REMARKS
A\ 9/24/0 ADDENDUM 1
RESTROOM ACCESSORIES SCHEDULE e ADaOM
I— —| 3 ITEM DESCRIPTION MANUFACTURER|  MODEL FINISH REMARKS
[ & A Y 0 GRAB BAR —
l I. = =—0{ @ MiIRROR WITH MAHOGANY FRAME
3 wlw | B 4 B ]—D é & | ousH vany sINK
) FF. FF FF. R — & | PromEcVE PIPE cOVER
- - TOLET PAPER
LAVATORY CRAB BARS GRAB BARS HOLDER
18" .5
CIR. B o
5 [
— 3 ¥ 1. CONTRACTOR SHALL INSTALL WOOD BLOCKING IN
? Y WALLS AT THE CORRECT HEIGHT FOR ALL
2
S 2| RESTROOM ACCESSORIES.
) - FF. % FF. FF.
- MIRRORS WALL SWTCH SOAP DIsH

2" ROPE

MOLDING \

WATER CLOSET

TYPICAL FIXTURE
0__| MOUNTING HEIGHTS

A7.0 [A7.o SCALE: NI.S

—*

6'~0" /

@—\s_-

Lk
/1 1 \ T

5 /; ol

S L in 7 I a1

TSN T

1 | RESTROOM 102 AND 103 ELEVATION

12X24
TILE

2" ROPE
MOLDING

A70 |A70 | SOME: 378" =1'—0"

FIXED
/ GLASS
PANEL

=1

S

L 12X24 TILED WALL

RESTROOM 301 ELEVATION

A70 IA?.O

SCALE: 3/8" =1'-0"

2

\ /—— 2"ROPE

MOLDING(TYPICAL)

%ig S

J WALL(TYPICAL)

12V

ST
k=l

<3>J \_12x24T|LEDWALL

N

RESTROOM 102 AND 103 ELEVATION 3

A70 IA7.0

2" ROPE
MOLDING

SCALE: 3/8" =1'-0"

J‘_

*_g"

I I fal T T
I I

(C

L

@‘ L—— 12x24 TILED WALL

|
u\ﬁ'?] —

6

RESTROOM 301 ELEVATION

A7.0 |A7.0

SCALE: 3/8" =1'-0"

RESTROOM 208 ELEVATION

2" ROPE
%1/ MOLDING(TYPICAL)

2"ROPE

4

RESTROOM 208 ELEVATION

/WOLDING(TYPICAL)

— 12X24 TILED WALL

w0 [wo | sone: 378" =1'-0"

12X24 TILED
WALL

= #ﬂr“

3
N

7

RESTROOM 302 ELEVATION

A10 |A20 | scae: 378" =1'-0"

//tcl / 2" ROPE MOLDING

2" ROPE

e -/_MOLDING
<>
5

RESTROOM 302 ELEVATION

A7.0 |A7.0

SCALE: 3/8" =1'-0"

A7.0 |A7.o

SCALE: 3/8" =1'-0"

B

A

CONSULTANTS

Jaredian Design Group
Avchitect, Engineen and Consructon Mansgees.

No.33 Dronningens Gade - Queen's Quartsr
Post Office Box 6218
$St. Thomas, U.S. Virgin lslands 00804
telephone: 340.777.1600 fax: 340.777.1601
e-mall: jaredian2@vipowemet.net

THESE PLANS AND THE DESIGNS CONTAINED HEREN ARE THE

FOR ANY ERRCR OR OMISSICN CONTAI

;
z

REHABILITATION OF
GOVERNMENT HOUSE
ST.THOMAS

22 KONGENS GADE
KINGS QUARTER
ST. THOMAS U.S.V.L.

DATE; 6/7/119

DRAWN BY
CHECKEDBY.  JP.W

APPROVEDBY. J P.W.

P ——
PROJECT NO

17016
CONTRACT NO:

A7.0
REST ROOM
ELEVATIONS




1 2 l 3 ' 4 '
M =
o 1~ 36 e
— d - [ D =24
[, <. {8 .2
FF. FF FF. . —
LAVATORY CRAB BARS GRAB BARS HOLDER
18° g =
faxT g g o
. e - g A .s
P p— FF. FF. - b = FF. py—" F.F.
WATER CLOSET

TYPICAL

FIXTURE

0 | MOUNTING HEIGHTS

A70 |A7.o SCALE: NTS

-
X

/.
===

&

}§ N

7

2"ROPE !
/ MOLDING(TYPICAL) .
12X24 TILED
WALL(TYPICAL) N T

2"ROPE
MOLDING(TYPICAL)

T

REVISIONS

NQ: | DATE: REMARKS

RESTROOM ACCESSORIES SCHEDULE

A\ 9/24/19. ADDENDUM 1

MODEL

ITEM DESCRIPTION MANUFACTURER| MO0 FINISH REMARKS
0 GRAB BAR

<® | MIRROR WITH MAHOGANY FRAME

& | moueH vanny sink

< | proTECTVE PIPE COVER

RESTROOM ACCESSORIES.

1. CONTRACTOR SHALL INSTALL WOOD BLOCKING IN
WALLS AT THE CORRECT HEIGHT FOR ALL

OO

0L
i

\

v

L 12X24 TILED

2" ROPE MOLDING——

oo
:
T
=)

.w
2 an

| ———

TT— A &

u\@f‘[

L

—N
-

I

<3>—I \_12x24 TILED
WALL(TYPICAL)

CONSULTANTS

JDG Jaredian Design Group

Avrchitects, Engivcan and Construction Managors

No.33 Dronningens Gade - Quesn's Quarter
Post Office Box 6218
St. Thomas, U.S. Virgin Isiands 00804
telephone: 340.777.1600 fax: 340.777.1601
e-mall: jaredian2@vipowemet.net

i
5
i
]
:
e
i
§
H

WALL(TYPICAL)
1 [ RESTROOM 306 ELEVATION 2 | RESTROOM 306 ELEVATION 3 | RESTROOM 311 ELEVATION 4 | RESTROOM 311 ELEVATION
ALt [A1 | souE: 38" =107 A1 |W1 | seAlE: 38" =107 W1 |1 | SIE: 378 =10 W1 W1 | SoaE 3/8" =10
'R I FIXED GLASS
PARTITION
/"/— L 20" /_@ 2o
/ :
§ yi FIXED GLASS ? // 2" ROPE MOLDING X }/
gzl Eﬁf e
I | |[| g //
D O
S5 | RESTROOM 31 ELEVATION 6 | BATHROOM 333 ELEVATION 7 | BATHROOM 320 ELEVATION
AL [A70 | SO 38" =107 A1 (K7 | scAE: 3/8" =1—0" A7 IA7.1 SCALE: 3/8" =1'-0"
1 2 3 4 | 5 6 7

REHABILITATION OF
GOVERNMENT HOUSE
ST.THOMAS

22 KONGENS GADE
KINGS QUARTER
ST. THOMAS U.SV.L

DATE 67119
DRAWN BY
CHECKEDBY:  J P.W

APPROVEDBY: J P.W.

PROJECT NO.:
17-016
CONTRACT NO.:

SHEETNO:

A7.1
REST ROOM
ELEVATIONS




ELECTRICAL GENERAL NOTES

1".

12

13.

15.

ALL WORK SHALL COMPLY BOTH WITH THE LATEST V..
AND NATIONAL ELECTRICAL CODES.

CONTRACTOR SHALL OBTAIN ALL ELECTRICAL PERMITS REQUIRED
FOR THE ELECTRICAL PORTION OF THE JOB.

CONTRACTOR SHALL COORDINATE THE CONNECTION BETWEEN EXISTING
UTILITY COMPANY POWER LINES AND THE NEW CONSTRUCTION.

ALL SMOKE DETECTORS SHALL BE HARDWIRED WITH A DEDICATED UNSWITCHED
120v POWER SUPPLY WITH BATTERY BACKUP AND SHALL COMPLY WITH SECTION
316 OF CABO CODE.

THE ELECTRICAL CONTRACTOR SHALL WIRE ALL LIGHTING FIXTURES,
WIRING DEVICES AND EQUIPMENT TO PANEL 'LRP'.

THE ELECTRICAL CONTRACTOR SHALL INSTALL A SINGLE KWH METER FOR THIS
BUILDING AS INDICATED ON THE BUILDING "ELECTRIC & TELEPHONE SERVICE
DIAGRAM PLAN. THE ELECTRICAL CONTRACTOR SHALL COORDINATE WITH THE LOCAL
UTILITY COMPANIES FOR THE NECESSARY SERVICE REQUIREMENTS.

THE FIXTURE SYMBOLS SHOWN ON THE DRAWING ARE GENERIC AND REPRESENT THE TYPE OF
LIGHT SOURCE INTENDED FOR USE. THE OWNER SHALL SELECT THE FIXTURES AND COORDINATE
STYLE, FINISH, COLOR AND LAMP REQUIREMENTS WITH THE GENERAL CONTRACTOR.

WHERE MORE THAN ONE (1) SWITCH ARE INSTALLED AT THE SAME LOCATION, PROVIDE A COMMON
COVERPLATE.

PROVIDE A 40 GALLON 240V 1-PHASE WATER HEATER FOR THE BUILDING. COORDINATE
LOCATION WITH OWNER AND WITH ARCHITECT'S DRAWINGS.

THE ELECTRICAL CONTRACTOR SHALL SUBMIT ALL EQUIPMENT SHOP DRAWINGS TO ARCHITECT FOR HIS REVIEW
PRIOR TO PURCHASING.

PROVIDE FURRED OUT WALL TO RECEIVE ELECTRICAL PENETRATIONS WHERE THEY OCCUR
AT CISTERN AND OTHER RETAINING WALLS.

ELECTRICAL CONTRACTOR SHALL COORDINATE WITH THE PLUMBING AND GENERAL CONTRACTOR
TO PROVIDE THE REQUIRED ACCESS PANEL IN THE WALL AS RECOMMENDED BY THE
MANUFACTURER OF THE WHIRLPOOL TUB ONCE IT IS SELECTED BY THE OWNER.

PROVIDE SEPARATE WALL SWITCHES FOR FAN AND FAN LIGHTS AT COMMON LOCATION.

ELECTRICAL CONTRACTOR SHALL PERFORM ALL POOL LIGHTING AND RELATED EQUIPMENT WORK
AS PER ARTICLE 680 OF THE NEC AND ALL LOCAL AUTHORITIES HAVING JURISDICTION.

REPLACMENT LIGHT FIXTURES TO MATCH EXISTING TYPE AND DESIGN.
ACCEPTIBLE MANUFACTURES INCLUDE : LIGHTOLIER

. PROGRESS
. CRESCENT
TIMELY

. HUBBELL

. PRESCOLITE

mmoom>

5 l ! 7 |
AFF ABOVE FINISHED FLOOR LTG LIGHTING
AMP or A AMPERE MAX MAXIMUM
¢ CONDUIT MIN MINIMUM
cB CIRCUIT BREAKER MTD MOUNTED
CKT CIRCUIT # NUMBER
COMB COMBINATION P POLE
PB PUSH BUTTON

cu COPPETRR PH or 8 PHASE
i et ary auaTrY
. ELECT:::AL REC RECEPTACLE
LECT
iy Sy REQD REQUIRED
EM EMERGENCY SCHED SCHEDULE
EQ EQUIPMENT STA STATION
EQUIP EQUIPMENT sw SWITCH
EXIST EXISTING TELE TELEPHONE
F.A. FIRE ALARM TEMP TEMPERATURE
FixT FIXTURE TYpP TYPICAL
FLR FLOOR v VAPOR—TIGHT
FLUOR FLUORESCENT w WATTS
FU FUSE w/ WITH
GND or GRD  GROUND w/0 WITHOUT
INCAND INCANDESCENT wp WEATHERPROOF

REVISIONS

NO: | DATE: REMARKS

A\ 92415, ADDENDUM 1

CONSULTANTS

ELECTRICAL SYMBOLS LEGEND

& &

RE@¢D 0" o0 000090«

@

NOTE:
COORDINATE EQUIPMENT ELECTRICAL LOADS WITH OWNER AND ARCHITECT
PRIOR TO PURCHASE OF PANELBOARDS AND ASSOCIATED CIRCUIT BREAKERS.

120V, 20 AMP GROUNDED RECEPTACLE
120V, 20 AMP GROUNDED RECEPTACLE

W/ INTEGRAL GROUND—FAULT INTERRUPTING PROTECTION
WEATHERPROOF 120V GROUND—FAULT RECEPTACLE

120V, 20 AMP GROUNDED ISOLATED GROUND RECEPTACLE
120V, 20 AMP. GROUNDED RECEPTACLE FOR WASHING MACHINE
120V, 20 AMP. GROUNDED RECEPTACLE FOR PUMP

240V, 1-PHASE 50 AMP. COOK—-TOP OR OVEN OUTLET

240V, 1—-PHASE 50 AMP. CONVECTION OVEN OUTLET

240V, 1—-PHASE 30 AMP. ELECTRIC WATER HEATER OUTLET
240V, 1—-PHASE 40 AMP. COMBINATION WASHER/DRYER OUTLET
120V, 20 AMPS RECEPTACLE FOR DISHWASHER

120V, 1—PHASE 15AMP. HOOD & IGNITION OUTLET

SINGLE POLE ,SINGLE THROW SWITCH

THREE WAY LIGHT SWITCH

SINGLE POLE ,SINGLE THROW SWITCH, LETTER DENOTED LIGHT CONTROL

DIMMER SWITCH

CHANDELIER TYPE LIGHT FIXTURE

POLE LIGHT

EXTERIOR WEATHERPROOF BRACKET FIXTURE

WITH INTEGRAL MOTION SENSOR

SMOKE DETECTOR W/ 120V SUPPLY VOLTAGE

AND BACKUP BATTERY
PANELBOARD

ELECTRICAL SERVICE FOR NEW ACCESSIBLE

LIFT/WATER PROOF FOR OUTSIDE.

SMOKE DETECTOR W/ 120V SUPPLY VOLTAGE AND

BACKUP BATTERY

2 8808 [ 0w +xxtag]

e
z @

ATS — AUTOMATIC TRANSF. SW.
REF. — REFRIGERATOR

A.F.F. — ABOVE FINISH FLOOR
— ALL SYMBOLS W/ADD

N.

CEILING MOUNTED SURFACE FLUORESCENT
LIGHT FIXTURE, SIZE AS SHOWN
APPROXIMATELY TO SCALE.

EXTERIOR WEATHER PROOF WALL MOUNTED
LIGHT FIXTURE OR WALL SCONCE

WALL MOUNTED INTERIOR LIGHT FIXTURE OR
WALL SCONCE

EXTERIOR WEATHER PROOF CEILING MOUNTED
LIGHT FIXTURE

CEILING MOUNTED LIGHT FIXTURE
CEILING MOUNTED RECESSED LIGHT FIXTURE

SINGLE POLE MOTOR RATED SWITCH WITH
THERMAL OVERLOAD ELEMENT.

SAFETY DISCONNECT SWITCH, RATING AS CODE
DETERMINED BY EQUIPMENT SERVED. F-FUSED;
UF— UNFUSED

CONCRETE PAD MOUNTED CONDENSER UNIT.

WALL MOUNTED AIR HANDLER UNIT.

COMMUNICATION BOX
BLANK WALL PLATE
THERMOSTAT

FIRE EMERGENCY PULL STATION
CABLE TV QUTLET WITH EMPTY CONDUIT PROVISIONS

JUNCTION BOX SERVING EQUIPMENT NOTED
REPRESENTS NEW FIXTURE OR ELECTRICAL
ITEM

ABBREVIATIONS

MW — MICROWAVE
VT — VAPORTIGHT

WP — WEATHERPROOF

(N) SYMBOL REPRESENTS
A NEW FEATURE

JDG Jaredian Design Group

Architects, Engineers and Construction Managers.

No.33 Dronningens Gade - Queen's Quarter
Post Office Box 6218
St. Thomas, U.S. Virgin Istands 00804
telephone: 340.777.1600 fax: 340.777.1601
e-mall: jaredian2@vipowemet.net
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21'-6*
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TO EXISTING CONDENSER
TRANE 4TVH0144C6000AA

28’

-11° L 1

GENERAL NOTES

HVAC GENERAL NOTES

1. THE V.| GOVERNMENT OWNS TWO TRANE TVR CONDENSERS,
MODEL NUMBER 4TVH0144C6000AA THAT ARE TO BE
INCORPORATED INTO THE NEW AIR CONDITIONING SYSTEMS
FOR THE FIRST AND SECOND FLOORS. THESE UNITS ARE

CONTRACTOR WILL COORDINATE WITH THE TRANE COMPANY
OF PUERTO RICO FOR FINAL DESIGN / INSTALLATION OF THE
FIRST AND SECOND FLOOR AIR CONDITIONING SYSTEMS.

CURRENTLY LOCATED AT GOVERNMENTS HOUSE ST. THOMAS.

EQ. EQ.

PEN TO
OVE

/=111

. N-G.W.B

a

T

e

9'—g*

64114

[ p] Iy 2,
uu_a ¢ '.,‘L‘ T
1 | ~
|
L "
N-G N-GWB |  N-GW.B| N-G.W.B
L 14°-10° 18°-11 L, o-s
1 #
FRST FLOOR
1 MECHANICAL PLAN
w13 [ 3 | soue 3/16=1-0"

MECHANICAL LEGEND

v REFRIGERANT LINE

CEILING GRILLE, REGISTER FOR
RETURN OR EXHAUST AIR

/]
EXHAUST FAN
DZ(

W

TRANE 4TVB007C1000AA - TVR SELECT 7 MBH COMPACT
4-WAY CASETTE - 208-230/60/1/(AHRI/ETL CERTIFIED) - QTY: 19

B NEW GYPSUM WALL BOARD
SEE SHEET A2.1 FOR CEILING DETAILS

GENERAL NOTES

1. CONTRACTOR SHALL CENTER LIGHT FIXTURE IN ROOMS
UNLESS NOTED OTHERWISE.

2. CONTRACTOR SHALL REFER TO ELECTRICAL DRAWINGS
FOR LIGHTING FIXTURE SCHEDULES.

3. LIGHTS, AC DIFFUSERS, AND SUSPENDED GYPSUM CEILING
SHALL BE INCLUDED AS PART OF THE BASE BID

4. CONTRACTOR TO FOLLOW EXISTING CEILING MOLDING DESIGN
FOR REPLACEMENT MOLDING

5. UNLESS NOTED, MATCH EXISTING LAYOUT FOR
REPLACEMENT FIXTURES

6. ROUTE ALL A/C REFRIGERANT PIPING TO CHILLER PAD
ON THIRD FLOOR LEVEL. SEE DRAWING 3A1.1B FOR
LOCATION OF CHILLER.

7. CONTRACTOR SHALL PROVIDE POWER TO EACH CEILING
MOUNTED 4 WAY HVAC CASSETTE FROM NEAREST ELECTRICAL
PANEL

1 THE WORK THAT IS TO BE DONE UNDER THIS HEAOING INCLUDES
THE FURNISHING OF ALL LABOR, MATERIALS AND EQUIPMENT,
PERMITS, FEES, INSPECTIONS,TESTS, INSURANCE, ETC. REQURED FOR
THE OMPLETION OF THE AIR CONDMONING SYSTEM SHOWN ON
ORAWNGS AND/OR LISTED BELOW.

2. CONTRACTUR SHALL VERIFY SPACE CONDMIONS AND D'MENSIONS
AND SHALL COOROINATE WORK WITH ALL OTHER TRADES AT JOBSTE
PRIOR TO FABRICATION AND INSTALLATION OF DUCTWORK.

3 MLMMBEWRWTEDWHOWTWESIDAM
INTERFERENCE  WITH PROGRESS OF CONSTRUCTION AND IN STRICT
COMPLUNCE WITH ALL APPUICABLE CODES AND STANDARDS.

4 ALL WORK SHALL BE DONE IN ACCORDANCE WITH THE LATEST EDITON
OF THE INTERNATIONAL BUSLOING CODE AND ALL LOCAL CODES AND
ORDINANCES,

5. wARRANIY

1. FLKLY WARRANT ALL NATERIALS, EQUIPNENT AND WORKMANSHIP
FOR ONE (1) YEAR FROM DATE OF ACCEFTANCE.

2. DXTEND ALL NANUFACTURER'S WARRANTIES TO CWNER, INCLUDING
EXTENDED WARRANTIES ON HVAC EQUIPMENT. FMVE (5) YEAR
COMPRESSOR (MATERAL ONLY).

& 1 COORDINATE ALL BUELDING STANCARD
RENR{ID‘IS Pmﬂ 10 B10.

7. SUBNIT SHOP DRAMINGS OF ALL MATERIALS AND EGUPMENT FOR
APPROVAL PRIOR TO FABRICATION.

8. AL QUCT SIZES SHOWN ON DRAWINGS ARE CLEAR INSIDE CIMENSICNS

9. AR OISTRBUTION SHALL BE AS SCHEDULED ON THE ORAWNGS
OR APPROVED EQUAL.

0. QUCTWORK

. FABRICATE AND ERECT ALL DUCTWORK (N ACCORDANCE TD ASHRAE
AND SMACNA HVAC DUCT CONSTRUCTICN STANDARGS (METAL AND
FLEXIBLE)

SHEETMETAL DUCTWORK AND FITTINGS SHALL BE SWACNA LOW
PRESSURE CONSTRUCTION WITH SEAL CLASS B SEAMS AND JOWTS.
NCLUOE DOUBLE=TH.CKNESS TURNING VANES, MAMUAL CAMFERS,
FLOGHLE COMNECTORS, ACOUSTIC LINING, AND OTHER SHCEY“IETN.

~

CON!
METAL RECTANGULAR DUCTWORK SMALL BE 45 DEGREE TAP
TAKE-QFF FITTINGS.

. SUPPLY AR DUCT SHALL BE INSULATED WITH MNERAL FIBER
BULANKET INSULATION 1 1/2° INCHES THCK AND 1.5 LB/CU. FT
NOMNAL DENSITY. INSULATION SHALL BE SECURE WITH ADHESIVE
AND INSULATION PINS PER MANUFACTURER'S RECOMNENDATIONS.

4. FLDOBLE DUCTS SHALL BE INDEPENDENTLY NPPORI'ED FROM THE
STRUCTURE AND CONNECTED WITH PLASTIC DRAW BANOS TIGHTENED
WITH MANUFACTURER'S TOOLS. W(E-NFS FROM RIGID DUCTWORK

ROWOED WITH TWIST RINCS, SUTTERFLY

[

070 OR EQUAL, 1-1/2" THICK INSULANON WITH A NIX. R-VALLE
OF 5.0 AND RATED AT 10" W.C. FOR SIZES THROUGH 12°. ALEXIBLE
OUCTS SHALL BE UL LISTED AND MEET 25/50 FLAME AND SMWOKE
TEST IN momcc WITH NFPA 255. FLEXIBLE DUCTS ARE NOT

Pl ROOMS WITHOUT CERINGS.

5. CONTRACTOR SHALL INSPECT ALL EXISTING AR DUCTS TO BE

RE-USED AND SHALL MAKE AMY RECESSARY REPARS TO ACHIEVE
ICT SYSTEM. ANY CUCT OAMAGED CAUSING AR
SEALED,

V. CHECK TESL STARL ADMUST. BAANCE AKD INSTRUCTIONS

1. AFTER INSTALLATION, SERVICING AND EQUIPMENT IS
CHECK AL FOUIPMENT AND PERFORM START UP IN
WMWENRERSNSIRUC’M

OPERATIONAL,
ACCORDANCE

~

nmnmz:.uomsmsnzrolso? mro«u

MERCURY I
HOURS WiTH PUMP OFF. BREAX VACUUN WITH OPERATING
REFRIGERANT

3 muﬁsﬁmmmnmmmmesuwwm

WITHN 10% USING AMBC TESTS AND PROCEDUR
& TAG ALL EQUIPMENT, SWITCHES AN CONTROLS WITH PERMANENT
(ABELS

12, REFRIGERANT PIPING SHALL BE TYPE L HARD OR SOFT CRAWM, COPPER

TUBING, CLEANED AND DENYORATED FOR REFRIGERANT USE. SIZES AS PER

AR CONOMONNG EQUPMENT MANUFACTURER'S RECONMENTATICNS.
REFRIGERANT SUCTION PIPING SHALL BE INSULATED WITH 1/2° THICK

RUBBER (NSLAATION, FIRE RETARDANT TYPE. INSLANCN SHALL BE

FOANED

NSTMLEDNPMWASSEI&Y NO SPUT INSUATION WLL EE
ACCEPTABLE. SEAL, JOINTS IN ACCORDANCE WITH MANUFACTURER'S

l!oomwmu

13, CONTRACTOR SHALL INSPECT EXOSTING AC SYSTEN LOCATED WITHN THE
SCOPE OF WORK AND ADVISE THE OWNER OF GENERAL CONDITIONS.

CONSULTANTS

‘Architects, Engincors ard Consruction Managors

| JD G Jaredian Design Group

No.33 Dronningens Gade - Queen's Quarter
Post Office Box 6218
St. Thomas, U.S. Virgin Istands 00804
telephone: 340.777.1600 fax: 340.777.1601
e-mail: jaradian2@vipowernet.net
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REHABILITATION OF
GOVERNMENT HOUSE
ST.THOMAS
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ST. THOMAS U.S.V...

. PRESSURE TEST ALL REFRIGERANT HGH SIOE PIPING TO 273 PSIG,

DATE; 6/7/19

DRAWN BY

CHECKEDBY:  JP.W

APPROVEDBY:  J P.W.
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TO CONDENSERS
TRANE 4TVH0115C6000AA (QTY. 4)
& EXISTING TRANE 4TVH0144C6000AA

HVAC GENERAL NOTES

[ ———

MECHANICAL LEGEND

12-0° 120" EQUAL

REFRIGERANT LINE

ANANA
48" KITCHEN EXHAUST HOOD BROAN ELITE 61000
SERIS-900 CFM OR EQUIVALENT-DUCT UP TO 3RD

FLOOR ROOF.

[EA] EXHAUST FAN

TRANE 4TVC0038C1000AA - TVR SELECT 38 MBH COMPACT
4-WAY CASETTE - 208-230/60/1/(AHRI/ETL CERTIFIED) - QTY: 16

N-G.W.B NEW GYPSUM WALL BOARD
SEE SHEET A2.1 FOR CEILING DETAILS

¢ {
S ———r g
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OPE g 7
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MAAAAAAA
2
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2 ! 2 ¢
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|
g
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A YIANAA
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g I g [ | I
EF EF
" EQUAL EQUAL Ll EQUAL 1200 124 EQUAL
¢ ¢ ¢ ¢
SECOND FLOOR
1 MECHANICAL PLAN
3|23 soME: 3/16%=1'-0"

GENERAL NOTES

1. CONTRACTOR SHALL CENTER LIGHT FIXTURE IN ROOMS
UNLESS NOTED OTHERWISE.

2. CONTRACTOR SHALL REFER TO ELECTRICAL DRAWINGS
FOR LIGHTING FIXTURE SCHEDULES.

3. LIGHTS, AC DIFFUSERS, AND SUSPENDED GYPSUM CEILING
SHALL BE INCLUDED AS PART OF THE BASE BID IN ROOMS
205,208 AND 207.

4. ROUTE ALL A/C REFRIGERANT PIPING TO CHILLER PAD
ON THIRD FLOOR LEVEL. SEE DRAWING 3A1.18 FOR
LOCATION OF CHILLER.

5. CONTRACTOR SHALL PROVIDE POWER TO EACH CEILING
MOUNTED 4 WAY HVAC CASSETTE FROM NEAREST ELECTRICAL
PANEL

GENERAL NOTES

1.  THE V.| GOVERNMENT OWNS TWO TRANE TVR CONDENSERS,
MODEL NUMBER 4TVH0144C6000AA THAT ARE TO BE
INCORPORATED INTO THE NEW AIR CONDITIONING SYSTEMS
FOR THE FIRST AND SECOND FLOORS. THESE UNITS ARE
CURRENTLY LOCATED AT GOVERNMENTS HOUSE ST. THOMAS.
CONTRACTOR WILL COORDINATE WITH THE TRANE COMPANY
OF PUERTO RICO FOR FINAL DESIGN / INSTALLATION OF THE
FIRST AND SECOND FLOOR AIR CONDITIONING SYSTEMS.

1.

THE WORK THAT iS TO BE OONE THLSW INCLUDES
AL

DRAWNGS ANO/OR LISTED BELOW.

Wrmmmwc:wmmasm OMENSIONS
0 SHALL COORODINATE WORK WITH ALL OTHER TRADES AT JOBSITE
moarn FABRICATION AMO INSTALLATION OF DUCTWOGRK.

ALL WORK SHALL BE COORDXNATED WITH OTHER TRADES 10 AVOID

ALL WORK SHALL BE DONE IN ACCORDANCE WITH THE LATEST EDMON
OF THE INTERNATIONAL BUKOING CODE AND ALL LOCAL CODES AND
ORDINANCES.

WARRANTY

1. FULLY WARRANT ALL MATERIALS, EQUIPMENT AND WORKMANSHP
FOR ONE (1) YEAR FROM DATE OF ACCEPTANCE

2, EXTEND ALL MANUFACTURER'S WARRANTIES TO CWAER, INCLUDING
EXTENDED WARRANTIES ON HVAC EQURPMENT. FME (5) YEAR
COMPRESSOR (MATERIAL ONLY).

CONTRACTUR  SHALL COORDKNATE ALL BUILDING STANCARD
REQUIREMENTS PRIOR TO 80.

SUBNIT SHOP DRAWINGS OF ALL MATERIALS AND EQUIPMENT FCR
APPROVAL PRIOR TO FABRICANON.

ALL DUCT SIZES SHOWN ON DRAWINGS ARE CLEAR INSIDE DIMENSICNS.

AR OISTRIBUTION SHALL BE AS SCHEDULED ON THE DRAMNGS
OR APPROVED EQUAL
DICTHORK

FABRICATE AND ERECT ALL OUCTWORK IN ACCORDANCE TO ASHRAE
AND SMACNA HVAC DLCT CONSTRUCTICN STANDARDS (METAL AND
FLEXIBLE)

2 SHEETMETAL DUCTWORK AND FITTINGS SHALL BE SWACNA LOW
PRESSURE CONSTRUCTION WITH SEAL CLASS B SEAMS AND JOINTS
INCLUDE DOUBLE-THICKNESS TURNING VANES, MANUAL CAMFERS,

CONNECTORS, ACOUSTIC LINING, AND GTHER SHEET METAL

OPPOSED BLADE CONSTRUCTION. ALL
METAL RECTANGULAR OUCTWORK SMALL BE 45 DEGREE TAP
TAKE-OFF FITTINGS.

3. SUPPLY AR DUCT SHALL BE INSULATED WITH MINERAL PBER
BUANKET INSULATION 1 1/2° INCHES THOK AND 1.5 L8/CU. T
NOMNAL DENSITY. (NSULATION SHALL BE SECURE WITH ADHESME
AND INSULATION PINS PER MANUFACTURER'S RECOMNENDATIONS.

4. FLEXBLE DUCTS SHALL BE INDEPENDENTLY SUPPORTED FROM THE
ONNECTED WTH PLASTIC DRAW BANOS

070 OR EQUAL, 1~ I/Z'WNSUIAWN‘TTNAIN R-VALUE

OF 6.0 AND RATED AT 10" W.C. FOR SIZES THROUGH 12", FLEXIBLE

OUCTS SHALL BE UL US"EDMDIEETZS/SOMEMWE
YESTINWWWWAZSEWWS ARE NOT

S CONTRACTOR SHALL INSPECT AL EXISRNG AR OUCTS TO EE
RE-USED AND SHALL MAKE ANY NECESSARY REPARS TO ACHIEVE
AN AR TIGHT DUCT SYSTEM. ANY CUCT DAMAGED CAUSING AR
LEAKS MUST BE SEALED

LHeck, TEST, SIART ADWST, BALANCE AND INSTRUCTIONS
1. AFTER INSTALLATION, SERVICING AND EOUMHS OPERATIONAL,

D(ECK EQUIPNENT AND PERFORM START UP IN ACCORDANCE
WITH THE WMANUFACTURER'S INSTRUCTIONS.

HOURS WITH PUMP OFF. BREAK VACUUN WITH OPERATING
REFRIGERANT.

3. BAUWCE AR SYSTEM TO DELMER AR QUANTITES AT EACH OUTLET
OCEDURES

WITHIN 10% USING MBC TESTS AND FRI
4. IAG ALL EQUIPMENT, SWITCHES AND CONTROLS WITH PERMANEN
LABELS.

REVISIONS

NO: DATE: REMARKS

| A\ o/24/ ADDENDUM 1

CONSULTANTS

Jaredian Design Group
RIS reien et e

No.33 Dronningens Gade - Queen's Quarter
Post Office Box 6218
St. Thomas, U.S. Virgin Istands 00804
telephone: 340.777.1600 fax: 340.777.1601
e-mall: jaredian2@vipowemet.net
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1 I 2 | 3 ! 4 ] 5 | 6 7 REVSIONS

NO: DATE REMARKS

|\ o24/0 ADDENDWM 1

24'-7* 20" 5-g

MATCH LINE .i|'

,‘[" MATCH LINE

| =] | HVAC GENERAL NOTES

. 1. THE WORK THAT IS TO BE DONE UNDER THIS HEADING INCLUDES

___EQ I 10°-0 EQ. THE FURMISHING OF ALL LABOR, MATERIALS AND EQUIPMENT,
A= PERMITS, FEES, INSPECTIONS,TESTS, INSURANCE, ETC. REQUIRED FOR
THE OMPLETION OF THE AR CONOTIONING SYSTEM SHOWN ON
DRAWINGS ANO/OR LISTED BELOW.

2 CONTRACTOR SHALL VERIFY SPACE CONDIIONS AND (XMENSIONS
AND SHALL COOROINATE WORK WITH ALL OTHER TRADES AT JOBSITE
PRIOR TO FABRICATION AND INSTALLATION OF DUCTWORK. E

TO NEW CONDENSER 3 AL VORK SWAL SE COGRIVMTED WTH CTHER TRATES To YOO
s | b TRANE 4TVH0144C6000AA COMPLARE W AL APPUCALE CooES D STMBATS.

4. AL WORK SHALL 8E DONE IN ACCORDANCE WITH THE LATEST EDMON
g;nrnifu&“smm BUILOING CODE AMD ALL LDCAL CODES AND

5. WARRANIY

8'—4”

1'-
lo

% 8'—4r
L

-4
8'-0’

11'-8°

EF

1. FULLY WARRANT ALL MATERIALS, EQUIPNENT AND WORKMANSHIP |
FOR ONE (1) YEAR FROM OATE OF ACCEPTANCE. CONSULTANTS

2, EXTEND ALL MANUFACTURER'S WARRANTIES TO CWNER, INCLUDING
WARRANTIES ON HVAC EQUIPMENT. FIVE (5) YEAR

- GENERAL NOTES COUPRESSOR ATERK. ONLY)

CONTRACTOR  SHALL COORDINATE ALL BUILDING STANDARD
& 1. THE CONTRACTOR WILL COORDINATE WITH THE TRANE REQURENENTS PRIOR 10 BD.
COMPANY OF PUERTO RICO FOR FINAL DESIGN / INSTALLATION - e~ ol N
OF THE FIRST AND SECOND FLOOR AIR CONDITIONING P i TS, ANE, ECUPMENT £

> SYSTEMS. . AL DUCT SIZES SHOWN ON DRAWINGS ARE CLEAR INSIDE DIMENSIONS D

11'-0

1O
g’

VY
INAA
o

AR OISTRIBUTION SHALL BE AS SCHEDULED ON THE ORAWMINGS
OR APPROVED EQUAL

0. pucwoRy
1. FABRICATE AND ERECT ALL DUCTWORK IN ACCORDANCE TO ASHRAE

2'-0"
A_aL

-3

8'-3*

~N

SHEETMETAL OUCTWORK AND FITTINGS SHALL BE SWACNA LOW

D G ]aredlan Design Group

@ DUCT OF KITCHEN EXHAUST HOOD TO ROOF PRESSURE CONSTRUCTION WITH SEAL CLASS B SEAMS AND JOINTS — I J ‘Archioecs, Engincers and Consinuction Mantgers

Q/-4° ) 8/-47

ACCESSORIES FOR THE PROJECT. VOLUME DAMPERS TO BE OF No.33 Dronningens Gade - Queen’s Quartar
[EF ;%r&iox_%;ﬁg;rsexmuw FAN OPPOSED BLADE CONSTRUCTION. ALL BRANCH CGNNECTION SHEET Post Office Box 6218
) METAL RECTANGULAR DUCTWORK SHALL BE 45 DEGREE TAP St. Thomas, U.S. Virgin islands 00804
TAKE-OFF FITTINGS. telephone: 340.777.1600 fax: 340.777.1601
e-mall: jaredian2@vipowemet.nat

|
8'-3*

4r-p*

6'-8*

= CEILING SUPPLY DIFFUSER m% 2 DUCT L /!;t ms& ;(m« ";mfn;Lwr}sg -
RECTANGULAR OR SQUARE | WSUA
| i ey
36" KITCHEN EXHAUST HOOD f 7
ACCUREX MODEL XRRS OR EQUIVALENT - 4. FLEXBLE DUCTS SHALL BE INDEPENDENTLY SUPPORTED FROM THE i e B L A
STRUCTURE AND CONNECTED WiTH PIASTIC DRAN BANDS TIGHTENED HUBECT senile ESGM AP T0 MY CORT o oS
3 WITH MANUFACTURER'S TOOLS. TAKE-OFFS FROM RIGID DUCTWORK e —
7'-100 L 4-Y -

410" 1'-0°

7'-10" g} MECHANICAL LEGEND nhgaesrscm HYAC OUCT CONSTRUCTION STANDARDS (METAL ANC

4'-9*
o

-
7'—4*

| MVY¥¥ REFRIGERANT LINE TO BE SPN-IN FITTINGS PROVIED WITH TWIST RINGS, BUTTERFLY
2 DAMPERS, QUADRANT OPERATORS AND INSULATION GUARD. FLEXIBLE
ODUCTS SHALL BE LIMITED T A WAXUM OF 10'-0" STRAGHT
~ - LENGTHS PER RUN OUT. FUEXIBLE DUCTS SHALL BE ATCO RUBBER REHAB'L'TAT'O:;S:E
J 070 OR EQUAL, 1-1/2° THICK INSULATION WITH A Wi, R-VALUE GOVERNMENT H
GF 6.0 AND RATED AT 10° W.C. FOR SI2€S THROUGH 12" FLEXIBLE ST.THOMAS

DUCTS SHALL BE UL LISTED AND WEET 25/50 FLAE AND SMOKE
TEST N ACCORONACE WM NP 255. FLEXELE DIKTS ARE NOT ]
y PERMTTED IN ROOWS WITHOUT CELINGS 2 kORCENSEiDE

5. CONTRACTOR SHALL INSPECT ALL EXISTING AR DUCTS T BE KNGS QUARTER
GENERAL NOTES R USED M0 SRR Ao e e s O et ST. THOMAS U.SV.,
AN AR TIGHT DUCT SYSTEM. ANY CUCT DAMAGED CAUSING AR

7'-11"
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8'-10
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1. CONTRACTOR SHALL CENTER LIGHT FIXTURE IN ROOMS LEAKS MUST BE SEALED.

]

| UNLESS NOTED OTHERWISE. DATE: 6/7/19
| 2 CONTRAGTOR SHALL REFER TOELECTRICAL DRAWNGS 1. CHECK TEST. SIART. ADMST. BAUMCE AND INSTRUCTIGNS

FOR LIGHTING FIXTURE SCHEDULES. DRAWN BY.

_qqe 7 1. AFTER INSTALLATION, AN IPMENT IS
11'-11 4 12-7 | 3. REMOVE EXISTING 3ERD FLOOR A/C SYSTEM IN ITS ENTIRETY CHECK m'mm%mn%um% W %g‘%

E’bg
$

>

s

$

<

b

<

b

<

3
2'-0
n

o> FOR 25 HOURS: L SO T0 150 P36, 0D R 26
4
HOURS. AFTER TESTING, EVACUATE. SYSTEM 10 28 INCHES OF S NG SR
EF g 49 MERCURY GAUGE PRESSURE WITH VACUUM PUNP. HOLD FOR 2¢
_5, .

«9-.ET

13'-6*

HOURS WITH PUMP OFF. BREAK VACUUM WITH CPERATING

E & INFILL EXISTING OPENINGS WITH THE MANUFACTURER'S INSTRUCTIONS. B CHECKEDBY:  JP.W

REFRIGERANT PROJECT NO.

. BALANCE AR SYSTEM 10 owvmnammmsn EACH QUNET 17016
WITHIN 10% USING MBC TESTS AND FR CONTRACT NO.

4. TAG ALL EQUIPMENT, SWITCHES ANOC CONTROLS WITH PERMANENT — -
LABELS.
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SHEETNO:

12 REFRIGERANT PIPING SHALL BE TYPE L HARD OR SOFT CRAWN, COPPER
TUBING, CLEANED AND OEMYDRATED FOR REFRIGERANT USE. SIZES AS PER
AR CONDMONNG EQUIPMENT MANUFACTURER'S RECOMMENTDATICNS.
REFRIGERANT SUCTION PIPING SHALL BE INSULATED WITH 1/2° THICK
FOAMED RUBBER INSULATION, FIRE RETARDANT TYPE. INSULATION SHALL BE
INSTALLED ON PIPING BEFORE ASSEMBLY. NO SPUT INSULATION WilL 8F

1_| THIRD FLOOR MECHANICAL PLAN ST ot o i i

M3 | 3M1.3{ SCALE: 3/16"=1"-0" 13, CONTRACTOR SHALL INSPECT EXISTING AC SYSTEM LOCATEC WITHN THE
SCOPE OF WORK AND ADVISE THE OWNTR OF CENERAL CONDITIONS.




